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1:00 50.04 2251 2196 -55 0 0 2193 2193 2808 2752 -56 0 0 2748 2748 3058 3007 -51 0 0 3004 3004

2:00 50.08 2182 2090 -92 0 0 2085 2085 2728 2612 -116 0 0 2606 2606 2931 2907 -24 0 0 2899 2899

3:00 50.07 2073 2046 -26 0 0 2042 2042 2647 2667 20 0 0 2662 2662 3094 3162 68 0 0 3155 3155

4:00 50.04 2047 2042 -5 0 0 2039 2039 2638 2645 8 0 0 2642 2642 3160 3206 47 0 0 3203 3203

5:00 50.07 2074 2056 -19 0 0 2051 2051 2653 2662 9 0 0 2657 2657 3159 3142 -17 0 0 3136 3136

6:00 50.02 2138 2128 -10 0 0 2126 2126 2701 2647 -54 0 0 2646 2646 3357 3298 -59 0 0 3295 3295

7:00 49.96 2242 2298 57 0 0 2301 2301 2751 2814 64 0 0 2817 2817 3765 3730 -35 0 0 3734 3734

8:00 50.06 2282 2314 32 0 6 2315 2315 2803 2748 -55 0 4 2746 2746 3910 3882 -28 0 5 3879 3879

9:00 50.04 2304 2297 -7 0 0 2294 2294 2791 2857 66 0 0 2854 2854 3957 3915 -42 0 0 3910 3910

10:00 50.08 2291 2272 -19 0 0 2267 2267 2820 2840 20 0 0 2833 2833 3908 3855 -53 0 0 3846 3846

11:00 50.02 2293 2241 -52 0 0 2239 2239 2846 2816 -29 0 0 2815 2815 3779 3666 -113 0 0 3664 3664

12:00 50.14 2265 2171 -94 0 0 2162 2162 2740 2544 -196 0 0 2533 2533 3628 3556 -72 0 0 3541 3541

13:00 50.13 2189 2242 52 0 0 2233 2233 2636 2737 101 0 0 2727 2727 3872 3902 30 0 0 3888 3888

14:00 50.10 2182 2168 -13 0 4 2165 2165 2666 2693 27 0 0 2685 2685 3922 3902 -19 0 0 3891 3891

15:00 50.03 2154 2162 8 0 4 2164 2164 2625 2662 37 0 0 2660 2660 3901 3877 -25 0 0 3874 3874

16:00 50.04 2146 2166 20 0 0 2164 2164 2627 2673 46 0 0 2670 2670 3906 3817 -89 0 0 3813 3813

17:00 50.05 2183 2174 -9 0 0 2170 2170 2687 2728 41 0 0 2724 2724 3827 3683 -144 0 0 3677 3677

18:00 50.13 2314 2363 49 0 0 2354 2354 2729 2516 -214 0 0 2506 2506 3034 2819 -215 0 0 2809 2809

19:00 50.09 2342 2390 49 0 0 2384 2384 2420 2448 28 0 0 2441 2441 2749 2700 -49 0 0 2692 2692

20:00 50.08 2364 2342 -22 0 2 2339 2339 2426 2417 -9 0 0 2411 2411 2635 2578 -57 0 0 2571 2571

21:00 50.14 2318 2259 -59 0 5 2255 2255 2422 2403 -18 0 0 2394 2394 2541 2482 -59 0 0 2472 2472

22:00 50.16 2235 2170 -65 0 2 2162 2162 2421 2386 -35 0 0 2374 2374 3201 3145 -55 0 0 3130 3130

23:00 50.08 2366 2330 -36 0 0 2324 2324 2770 2825 55 0 0 2818 2818 3397 3399 2 0 0 3391 3391

24:00 50.17 2297 2268 -28 0 0 2257 2257 2809 2781 -29 0 0 2767 2767 3264 3220 -44 0 0 3205 3205

Avg. 50.08 2230 2216 -14 0 1 2212 2212 2674 2661 -12 0 0 2656 2656 3415 3369 -46 0 0 3362 3362

00 TO 06 
HRS. 50.05 2127 2093 -35 0 0 2089 2089 2696 2664 -32 0 0 2660 2660 3126 3120 -6 0 0 3115 3115

06 TO 12 
HRS. 50.05 2279 2266 -14 0 1 2263 2263 2792 2770 -22 0 1 2766 2766 3824 3767 -57 0 1 3762 3762

12 TO 18 
HRS. 50.08 2195 2213 18 0 1 2209 2209 2662 2668 6 0 0 2662 2662 3744 3667 -77 0 0 3659 3659

06TO 18 
HRS. 50.06 2237 2239 2 0 1 2236 2236 2727 2719 -8 0 0 2714 2714 3784 3717 -67 0 0 3710 3710

18 TO 24 
HRS. 50.12 2320 2293 -27 0 2 2287 2287 2545 2543 -2 0 0 2534 2534 2964 2921 -44 0 0 2910 2910

Discomwise Hourly Average Schedule Drawal , Actual Drawal &Over(+)/Under(-) Drawal
Month :- नवम्बर 2014

FIGURES IN MW

Hrs. FREQ.

EZONE CZONE WZONE
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Annexure 5.0 
System Disturbance / System Incidence : 

Oct-2014 & Nov-2014 
 

System Disturbance / System Incidence  :  
 

1. System Disturbance on 30.10.14 at 220KV S/s Rewa : On dated 30.10.14 at around 17:45 Hrs MP 
System was normal and frequency of National Grid was 49.75Hz. Prior to fault 220KV Rewa-Tons Ckt-
I&II were under shut down since 28.10.2014. On dated 30.10.2014 at 17:52 Hrs, Suspension disc 
failed between 220KV Main Bus Isolator and Circuit Breaker of 220KV Rewa-Sidhi line at 220KV S/s 
Rewa, causing bus fault occurred at 220KV S/s Rewa and Bus Bar Protection operated. resulting in 
tripping of 220KV Rewa-Sidhi Ckt, 220KV Rewa-Satna Ckt, 220/132KV, 160MVA X’mer-I&II at 220KV 
S/s Rewa, 132KV Sidhi-Rewa Ckt-II, 132KV Satna-Rampur Baghelan Ckt, 132 Rewa II (Sagra)-Sidhi 
Ckt, 132KV Maihar-Amarpatan Ckt also tripped, Remaining 132KV feeders and 132/33KV X’mers at 
220KV S/s Rewa were hand tripped. Interruption occurred at 220KV S/s Rewa, 132KV S/s Rewa, 
132KV S/s Rampur Niken, 132KV S/s Amarpatan, 132KV S/s Beohari, 132KV S/s Rampur Baghelan, 
132KV S/s Mangawan, 132KV S/s Katra, 132KV S/s Rewa II (Sagra), 132KV Silpara HPS, 132KV 
Jhinna HPS, 132KV Devlond HPS. Due to the above tripping there was a consumer load loss of about 
141 MWH. There was no generation loss and System was normalized in due course of time. 
 

2. System Disturbance on 11.11.14 at Omkareshwar : On dated 11.11.14 at around 20:50 Hrs MP 
System was normal and frequency of National Grid was 50.12Hz. Prior to fault generation at OSP HPS 
was NIL. At around 20:56 Hrs. all 220KV feeders emanating from 220KV OSP HPS switchyard i.e. 
220KV Omkareshwar-Nimrani, 220KV Omkareshwar-Barwaha, 220KV Omkareshwar-Julwania, 
220KV Omkareshwar-Chhegaon and 220KV Omkareshwar-Khandwa tripped on over voltage resulting 
in interruption at OSP HPS. Due to the above tripping there was no consumer load loss. There was no 
generation loss and System was normalized in due course of time. 
 

3. System Disturbance on 13.11.14 at SGTPS Birsinghpur : On dated 13.11.14 at around 12:40 Hrs. 
MP system was normal and frequency of National Grid was 49.85 Hz. At SGTPS Birsinghpur 400KV 
Bus Bar Protection is installed and is in working condition whereas 220KV Bus Bar Protection is not 
commissioned so far. Prior to the fault 400KV SGTPS Birsinghpur – Katni Ckt-I was open from both 
ends due to over voltage and SGTPS Unit No.-3, 4 & 5 were on bar and Unit No.-2 was light up at 
11:04Hrs. For synchronizing Unit No-2 (210MW), “Close” command was manually given to generator 
breaker. But immediately after giving the “Close” command to generator breaker at 12:46:07.212Hrs., 
its 220KV ‘R’-Phase pole burst (producing two no. heavy blast sounds) creating the 220KV Bus Fault 
resulting in tripping of all connected 220KV feeders and transformers at 220KV SGTPS switchyard. 
There was a delayed fault clearance by 400/220KV, 3X167MVA ICT, consequently fault was carried to 
400KV system resulting all 400KV connected feeders and Unit no.-3,4 & 5 tripped. Due to above 
tripping there was a sudden generation loss which resulted in overloading of 400/220KV ICT at Satna. 
To control the overloading of Satna ICT, 220KV Katni-Damoh Ckt was opened, 132 KV Satna-Panna 
Ckt (Radial feeder), 132KV Satna-Pawai Ckt (Radial feeder), 132KV Satna-Majhgawan Ckt (Radial 
feeder) were hand tripped and load shedding of about 105MW was taken. Due to the above tripping 
there was a consumer load loss of about 450MWH due to load shedding. There was a generation loss 
of about 847MW and System was normalized in due course of time. 
 

4. System Disturbance on 21.11.14 at SGTPS Birsinghpur : On dated 21.11.14 at around 17:35 Hrs. 
MP system was normal and frequency of National Grid was 50.15 Hz. Prior to fault 220/132KV, 
160MVA X’mer at 220KV S/s Anuppur was under shut down hence load of 220KV S/s Anuppur was on 
132KV S/s Waidhan via 132KV Anuppur-Rajmilan Ckt-I&II. At 17:41Hrs. 132KV VSTPS-Waidhan Ckt 
–I&II tripped due to transient fault resulting in overloading and tripping of 220/132KV, 63MVA X’mer at 
ATPS. Consequently interruption occurred at 220KV S/s Anuppur, 132KV S/s Waidhan, 132KV S/s 
Morwa, 132KV S/s Rajmilan, and 132KV supply failed at ATPS, 132KV S/s Shahdol, 132KV S/s 
Dindore. Due to the above tripping there was a consumer load loss of about 200MW. There was no 
generation loss and System was normalized in due course of time. 
 
 

 

Agenda of 43rd OCC meeting of MP 29



Annexure - 10.5
                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER
Sr.no. DESCRIPTION Status telemetry value  actual value at site

1 220/132 KV TR OLTC N/C 6
2 132/33 KV TR OLTC N/C 5

1 220/132 KV TR3 cb FAULTY CLOSE
2 220/132 KV TR(160 MVA)132 KV SIDE CB FAULTY CLOSE

1 220/132 KV TR(160 MVA) OLTC N/C 7
2 220KV AMARKANTAK CB FAULTY CLOSE
3 132/33 KV TR OLTC N/C 4

1 220/132 KV TR(160 MVA) OLTC N/C 7
2 220KVBUSTIE CB FAULTY OPEN
3 132/33 KV TR OLTC N/C 4

ALL STATUS DATA NON CURRENT

1 132/33 KV TR 2,3 OLTC N/C 4

1 132 KV RAGHOGRAH CB,MW/MVAR N/C
2 132 KV MAQSUDANGRAH CB,MW/MVAR N/C
3 132 KV NTPC 2 MW 25 15
4 220 KV SUJALPUR PG MW /MVAR N/C 15/5
5 220 KV BUS MAIN BUS 2 VOLTAGE 0 225

1 132/33 KV TR 1 & 2 OLTC N/C 6
2 132 KVBUSCOUPLER CB FAULTY CLOSE
3 220 KV BUS MAIN BUS 2 VOLTAGE 0 225
4 220 KV BUS MAIN BUS 2 FREQUENCY 0 50

1 132/33 KV TR 40 MVA OLTC N/C 4

1 132 /33 KV TR OLTC N/C 4

1 220/132 KV TR(160 MVA) 2  MW ,MVAR, OLTC N/C
2 220/132 KV TR(160 MVA) 2 PRI CB FAULTY
3 220/132 KV TR(160 MVA) 2 SEC CB FAULTY
4 220 KV ITARSI CB FAULTY CLOSE
5 132 KV KANNOD CB FAULTY CLOSE

1 220/132 KV TR 2 PRI CB,MW/MVAR/OLTC N/C
2 220/132 KV TR 2 SEC CB N/C
3 132 KVSAMSABAD CB FAULTY CLOSE

1 132/33 KV TR 1,  2  OLTC N/C 4
2 132 KV BUS BARWANI CB FAULTY CLOSE
3 220/132 KV TR OLTC N/C 5

BIRSINGHPUR 220 KV S/S

SEONI 220 KV S/S
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SUKHA 220 KV S/S
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SAGAR 220 KV S/S

BEOHARI 132KV S/S
ALL DATA NON CURRENT

SIDHI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
SHIVPURI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
HOSANGABAD 220 KV S/S

RAJGRAH (B) 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
ASHTA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
SABALGRAH 220 KV S/S

BADNAGAR 220 KV S/S

HANDIA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
VIDHISHA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
WAIDHAN 132 KV S/S
JULWANIA 220 KV S/S

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED
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4 132/33 TR 1 CB FAULTY CLOSE

1 220 KV RATLAM CB N/A
2 220 KV MAMATKHEDA(RENEWABLE SOLOCB N/A
3 132/33 KV TR CB N/A

1 132/33 KV TR 1,  2  ,3 OLTC N/C 4
2 132 KV MANEDRAGRAH CB FAULTY

1 220/132 KV TR OLTC N/C 3
2 132/33 KV TR 1, 2 OLTC N/C 5

1 220/132 KV TR 1,2 OLTC N/C 3
2 132/33 KV TR 1, 2 OLTC N/C 5

1 132/33 KV TR 1,  ,3 OLTC N/C 4

1 132/33 KV TR 1,  2  ,3 OLTC N/C 4
2 40 MVA TR  2 MW /MVAR 0 10   / 3

1 220/132 KV TR 1, 2 OLTC N/C 7
2 63 MVA TR OLTC N/C 6
3 132 KV CHOTIKHARGAON MW  /MVAR /CB N/A PROCESSES CONNECTION REQUIRED

1 220/132 KV TR(160 MVA) OLTC N/C 6
2 3 * 40 MVA TR OLTC N/C 9
3 12.5 MVA TR OLTC N/C 5
4 133/32 KV TR (20 MVA) CB,MW/MVAR/OLTC N/A
5 132 KV BADGAON CB,MW/MVAR N/A
6 220 KV BUS COUPLER CB FAULTY CLOSE
7 220/132  KV TR   2 CB FAULTY CLOSE
8 132 KV CHEGAON CB FAULTY CLOSE

1 220/132 KV TR(160 MVA) OLTC N/C 5
2 132/33 KV TR OLTC N/C 5

1 220/132 KV TR(160 MVA)  2 OLTC N/C 5
2 133  KV SANWER CB,MW/MVAR/OLTC N/A
3 132 KVUJJAIN CB,MW/MVAR N/A
4 132 KV TRACTION CB,MW/MVAR N/A

1 132 KV BUS VOLTAGE N/C 134
2 132 KV BUS FREQUENCY N/C 50
3 132 KV KUKSHI MW N/C 15

1 400 KV BUS REACTOR   1    &  2 MVAR 19 47
2 400/220 KV TR  1   &  3   (315MVA ) OLTC N/C 6
2 400/200/33 KV TERTIARY REACTOR 2 & 3 MVAR N/A  

1 132 KB BUS COUPLER CB FAULTY CLOSE
2 220 KV BUS COUPLER CB FAULTY CLOSE
3 132/33 KV TR 4 CB FAULTY CLOSE

1 220/132 TR 4 OLTC N/C 6
2 132/33 KV TR 1,  2  ,3 OLTC N/C 4
3 132 KV I /C   1 CB FAULTY CLOSE

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
DALODA 220 KV S/S

KOTMA 132 KV S/S

MAIHAR 220 KV S/S

NIMRANI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
SARANGPUR 132 KV S/S

SHEOPURKALAN 132 KV S/S

BARWAHA 220 KV S/S

NEPANAGAR 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
PITAMPUR 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
INDORE NORTH ZONE  220 KV S/S

RAJGRAH (DHAR) 220 KV S/S

NAGDA 400 KV S/S

NAGDA 220 KV S/S

DEWAS 220 KV S/S

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED
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4 220 KV ASTHA 2 CB FAULTY CLOSE
5 220 KV INDORE EAST(BICHOLI ) CB FAULTY CLOSE

1 220/132 TR 2 OLTC N/C 4
2 132/33 KV TR  1 ,2 OLTC N/C 5
3 220 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV TONS PH CB TRANIST CLOSE
5 220/132 TR 1 CB FAULTY CLOSE

1 220/132 TR 2 CB FAULTY CLOSE
2 220/132  KV TR (BHEL) MW /MVAR 66/16 120/10
3 220/132 TR 1 ,2 OLTC N/C 4
4 132/33 KV TR  1 OLTC N/C 5
5 132 KV BUS COUPLER CB FAULTY CLOSE
6 220 KV PIPARIA CB FAULTY CLOSE
7 220 KV ITARSI CB FAULTY CLOSE
8 220 KV JBP  1  ,2 CB FAULTY CLOSE
9 132 KV I /C   2 CB FAULTY CLOSE

10 133/32 KV TR  2 CB,MW/MVAR/OLTC N/A
11 132 KV BARMAN 2 CB,MW/MVAR N/A

1 220 KV BUS COUPLER CB FAULTY CLOSE
2 220 KV BUS TIE CB FAULTY CLOSE
3 132 KV TR 1 CB FAULTY CLOSE
4 132 KV I/C 1 ,2 CB FAULTY CLOSE
5 132 KV KYMORE 1 & 2 CB FAULTY CLOSE
6 220/132 KV TR  2 CB,MW/MVAR/OLTC N/A
7 132/33 KV TR  1 &2 CB,MW/MVAR/OLTC N/A

1 220/132 TR 2 OLTC N/C 7
2 132/33 KV TR  1 ,2 &3 OLTC N/C 5
3 220 KVTR 1 CB FAULTY CLOSE
4 132/33 KV TR 4 CB TRANIST CLOSE
5 220/132 TR 3(160MVA 2) CB,MW/MVAR/OLTC N/A PROCESSES CONNECTION REQUIRED

1 220/132 TR 1 ,  2 , 3  &  4 OLTC N/C 7
2 132KV BHEL CB FAULTY CLOSE
3 132 KV TRANSFER BUS CB FAULTY CLOSE
4 132/33 KV TR 3 CB FAULTY CLOSE
5 220 KV MANDIDEEP CB FAULTY CLOSE
6 220/132 KV TR 2 CB FAULTY CLOSE
7 220 KV MAIN  BUS  1 VOLTAGE N/C 233
8 220 KV MAIN  BUS  1 OLTC N/C 7

1 400 KV DAMOH 1  &   2 LINE REACTOR MVAR N/A  
2 400/200/33 KV TERTIARY REACTOR 1 & 2 MVAR N/A  
3 400/220 KV TR 2 (PRI) CB FAULTY CLOSE
4 400/220 KV TR 1 , 2 CB FAULTY CLOSE

1 220/132 TR  1 OLTC N/C 7
2 132/33 KV TR 1  & 2 OLTC N/C 5
3 220 BUS TRANSFER CB FAULTY CLOSE
4 220 KV SARNI PH 1 CB FAULTY CLOSE
5 220 KV BETUL CB,MW/MVAR FAULTY
6 220 KV SARNI PH 2 CB,MW/MVAR/OLTC N/A
7 220 KV PANDURNA CB,MW/MVAR N/A
8 220/132 KV TR  2 CB,MW/MVAR/OLTC N/A

SATNA220 KV S/S

NARSINGHPUR 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
KATNI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
GUNA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
GWALIOR 220 KV S/S

BHOPAL 220 KV S/S

BHOPAL 400 KV S/S

SARNI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED
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1 220 KV MAIN BUS  1 VOLTAGE N/C 230
2 132  KV LALGHATI 2 CB FAULTY CLOSE
3 132 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV BUS TIE CB FAULTY CLOSE
5 220/132 KV TR 1 CB FAULTY CLOSE
6 220/132 KV TR 2 CB,MW/MVAR FAULTY
7 132/33 KV TR   4 CB,MW/MVAR/OLTC N/A
8 132 KV BHOPAL CB,MW/MVAR N/A

1 132 KV KANNOD CB FAULTY CLOSE
2 132 KV  I / C   2 CB FAULTY CLOSE
3 132 KV  I / C   2 MW  /MVAR 0 20/5
4 132 KV MAIN BUS 2 VOLTAGE N/C 133

1 220 KV GUNA 2 CB FAULTY CLOSE
2 400/200/33 KV TERTIARY REACTOR 1 & 2 MVAR N/A  
3 400 KV BUS 2 VOLTAGE 375 415
4 220 KV BUS 2 MVAR 198 224
5 400/220 KV TR  2   &  3   (315MVA ) OLTC N/C 6

1 132/33 KV TR 2 , 3 OLTC N/C 5
2 132 KV BUS COUPLER CB FAULTY OPEN

1 400/220 TR 1 ,2 ,3 OLTC N/C 6
2 400/200/33 KV TERTIARY REACTOR 1 & 2 MVAR N/A  
3 400 KV NAGDA LINE REACTOR MVAR N/A
3 400 KV I S P LINE REACTOR MVAR N/A

1 220 KV MOONDI CB FAULTY
2 400/220 TR OLTC N/C  
3 220/132 KV TR 1  & 2 OLTC N/C
4 132 KV SANAWAD CB FAULTY
5 132 KV KHARGAON 2 CB FAULTY

1 220 KV PGCIL 1 MW   /MVAR 34  /15 67  /05
2 132/33 KV TR 3 MW   /MVAR 0 35/2

1 132 KV BARGI 1 MW   /MVAR 0 15 /2

1 `220 KV BUS COUPLER CB FAULTY CLOSE
2 220 KV BUS TIE CB FAULTY CLOSE
3 220 /132 KV TR 2 MW  /MVAR /CB/OLTC N/A
4 132/33  KV TR 2 MW  /MVAR /CB/OLTC N/A

1 220 KV AMARKANTAK CB FAULTY CLOSE
2 220/132 KV TR OLTC N/C 4
3 132/33 KV TR OLTC N/C 4

1 220 KV SATNA CB FAULTY CLOSE
2 220/132 KV TR 1  & 2 OLTC N/C 4
3 132/33 KV TR 1 & 2 OLTC N/C 4

1 220 KV TONS PH CB FAULTY CLOSE

1 132/33 KV TR (40 MVA) MW 5 15-जनवर�

1 220 KV BUS COUPLER CB FAULTY CLOSE
2 132/33 KV TR  4 CB FAULTY CLOSE
3 132/33 KV TR  4 OLTC N/C 4
4 220 KV HOSANGABAD MW /MVAR /CB 0 70 /15

BAIRAGRAH 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
ASTHA 132 KV S/S

BINA 400 KV S/S

CHHATARPUR 220 KV S/S

INDORE 400 KV S/S

CHEGAON 400 KV S/S

DAMOH 220 KV S/S

JABALPUR 220 KV S/S

TIKAMGRAH 220 KV S/S

SIDHI 220 KV S/S

REWA 220 KV S/S

KOTAR 220 KV S/S

AMARPATAN 132 KV KV S/S

ITARSI 220 KV S/S

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED
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5 220 KV PIPARIA  1 MW /MVAR /CB 0 105/10

1 220 KV NARSINGPUR MW /MVAR /CB 0 100/20
2 220 KV CHICHLI MW /MVAR /CB 0 110/10
3 220/132 KV TR 2 (160 MVA) CB,MW/MVAR/OLTC N/A PROCESSES CONNECTION REQUIRED

1 132 KV PORSA MW 45 0
2 132 KV MALANPUR CB FAULTY CLOSE
3 132 KV RON CB FAULTY CLOSE
4 220 KV AURYA CB FAULTY CLOSE
5 220/132 KV TR 2 MVAR/OLTC N/A PROCESSES CONNECTION REQUIRED
6 132/33  KV TR 2 OLTC N/A

7

1 220 KV   B/C CB FAULTY CLOSE
2 220 /132 KV TR 2 OLTC N/A
3 220 KV GWALIOR PGCIL CB FAULTY CLOSE
4 132 KV BAMORE CB FAULTY CLOSE
5 132/33 KV TR  1 &2 OLTC N/A 5

1 220 KV INDORE (400KV) CB FAULTY CLOSE
2 220/132 KV TR 1,2 & 4 OLTC N/A
3 132/33  KV TR 1 & 2 OLTC N/A

1 220 KV  MAIN BUS FREQUENCY N/C 50

1 220 KV   B/C CB FAULTY CLOSE
2 220/132 KV TR (160MVA) OLTC N/C 7

1 `220 KV BUS COUPLER CB FAULTY CLOSE
2 132/33 KV TR 3 CB FAULTY CLOSE
3 220 KV DALDODA CB N/A PROCESSES CONNECTION REQUIRED
4 132 KV BUS COUPLER CB FAULTY CLOSE
5 132 KV BADNAGAR CB FAULTY CLOSE
5 132 KV KHACHROD CB FAULTY CLOSE

1 132 KV I/C 2 CB FAULTY CLOSE
2 132 KV CAPACITOR BANK CB FAULTY CLOSE
3 132/33 TR 1 7  2 OLTC N/C 5

1 220/132 KV TR (160 MVA) OLTC N/C 5
2 220/132 KV TR 3*40 MVA OLTC N/C 6
3 220 KV BADOD CB FAULTY CLOSE
4 132 KV TARANA CB FAULTY CLOSE
5 132/33 KV TR 1  2 OLTC N/C 6

1 220/132 KV TR (160 MVA)  2 PRIMARY CB   N/A CLOSE
2 220/132 KV TR (160 MVA)  2 SEC CB N/A CLOSE
3 220/132 KV TR (160 MVA)  2  OLTC N/A 6

1 STP -SEONI 400 KV LINE REACTOR MVAR N/A
2 STP -KORADI 400 KV LINE REACTOR MVAR N/A
3 GEN 6   GT MW/MVAR 76/4 0
4 GEN  7   GT MW/MVAR 152/4 0
5 GEN 6   CB FAULTY OPEN
6 220 KV TRB CB FAULTY CLOSE
7 GEN 11 MW /MVAR N/C 220/25
8

1 GEN 4 CB TRANSIT OPEN
2 220 KV BUS COUPLER CB TRANSIT OPEN
3 400 KV VANDANA LINE REAACTOR MVAR N/A

RATLAM 220 KV S/S

SHUJALPUR 220 KV S/S

PIPARIA 220 KV S/S

MEHGAON 220 KV S/S

MALANPUR 220 KV S/S

UJJAIN 220 KV S/S

BADOD 220 KV S/S

SATPURA T P S

S G T P S      T P S

INDORE SOUTH ZONE 220 KV S/S

NEEMACH 220 KV S/S

NEPANAGAR 220 KV S/S

Agenda of 43rd OCC meeting of MP 34



4 400 KVBALCO  LINE REAACTOR MVAR N/A
5 400 KV BALCO MW  100 150

1 132 KV ANUPPUR 1 &  2 CB FAULTY CLOSE
2 132 KV HJIM CB FAULTY CLOSE
3 132 KV BUS COUPLER CB FAULTY CLOSE

1 400 KV MAIN BUS 1 VOLTAGE N/C
2 400 KV MAIN BUS 1 FREQUENCY N/C
3 400/220 KV TR  1   &  2    (315MVA ) OLTC N/C

1 STN TR MW/ MVAR 0 2/1

1 132 KV BUS 2 FREEQUENCY N/A 50

1 132 KV BUS 2 FREEQUENCY N/A 50

1 132 KV KARERA   2 MW/ MVAR 20 40

1 220 KV REWA 1 CB FAULTY CLOSE
2 220 KV BUS COUPLER CB FAULTY CLOSE
3 GEN 2  &  3 CB TRANSIT OPEN

MADHIKHEDA  H P S

RAJGHAT  H P S
DATA NOT AVAILABLE

TONS H P S

A T P S      T P S

SINGHA JI   S T P S

BARGI H P S

GANDHI SAGAR  H P S

PENCH  H P S
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1 132 KV KANWAN CB TRANSIT

1 220/132 KV TR 1,2 OLTC N/C 3
2 132/33 KV TR 1, 2 OLTC N/C 5
3 220 KV BUS FREQUENCY N/C 50

1 132/33 KV TR 1,  2  OLTC N/C 4
2 132 KV BUS BARWANI CB FAULTY CLOSE
3 220/132 KV TR OLTC N/C 5
4 132/33 TR 1 CB FAULTY CLOSE

1 220 KV RATLAM CB,MW/MVAR N/A
2 220 KV MAMATKHEDA(RENEWABLE SOLOCB,MW/MVAR N/A

1 220/132 KV TR(160 MVA) OLTC N/C 7
2 63 MVA TR OLTC N/C 6
3 132 KV CHOTIKHARGAON MW  /MVAR /CB N/A PROCESSES CONNECTION REQUIRED

1 220/132 KV TR(160 MVA) OLTC N/C 6
2 3 * 40 MVA TR OLTC N/C 9
3 12.5 MVA TR OLTC N/C 5
4 133/32 KV TR (20 MVA) CB,MW/MVAR/OLTC N/A
5 132 KV BADGAON CB,MW/MVAR N/A
6 220/132 KV TR (132 KV SIDE) CB FAULTY CLOSE
7 63 MVA TR (132 KV SIDE) CB FAULTY CLOSE
8 132 KB BUS COUPLER CB FAULTY CLOSE
9 220 KV BUS COUPLER CB FAULTY CLOSE

10 220 KV KHANDWA 2 CB FAULTY CLOSE
11 132 KV CHEGAON CB FAULTY CLOSE

1 220/132 KV TR(160 MVA) OLTC N/C 5

1 220/132 KV TR(160 MVA)  2 OLTC N/C 5
2 133  KV SANWER CB,MW/MVAR/OLTC N/A
3 132 KVUJJAIN CB,MW/MVAR N/A
4 132 KV TRACTION CB,MW/MVAR N/A

1 132 KV BUS VOLTAGE N/C 134
2 132 KV BUS FREQUENCY N/C 50
3 132 KV KUKSHI MW N/C 15

1 400 KV BUS REACTOR MVAR N/A  
2 400/200/33 KV TERTIARY REACTOR 2 & 3MVAR N/A  

1 132 KB BUS COUPLER CB FAULTY CLOSE
2 220 KV BUS COUPLER CB FAULTY CLOSE

1 132/33 KV TR 1,  2  ,3 OLTC N/C 4
2 132 KV I /C   1 CB FAULTY CLOSE
3 220 KV ASTHA 2 CB FAULTY CLOSE
4 220 KV INDORE EAST(BICHOLI ) CB FAULTY CLOSE

1 400/220 TR 1 ,2 ,3 OLTC N/C 6
2 400/200/33 KV TERTIARY REACTOR 1 & 2MVAR N/A  
3 400 KV NAGDA LINE REACTOR MVAR N/A
3 400 KV I S P LINE REACTOR MVAR N/A

1 400 KV BUS REACTOR CB FAULTY 6
2 220 KV MOONDI CB FAULTY  
3 400/220 TR OLTC N/C
3 220/132 KV TR 1  & 2 OLTC N/C

BADNAGAR 220 KV S/S

NIMRANI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
JULWANIA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
DALODA 220 KV S/S

BARWAHA 220 KV S/S

NEPANAGAR 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
PITAMPUR 220 KV S/S

PROCESSES CONNECTION REQUIRED

PROCESSES CONNECTION REQUIRED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
INDORE NORTH ZONE  220 KV S/S

RAJGRAH (DHAR) 220 KV S/S

NAGDA 400 KV S/S

NAGDA 220 KV S/S

PROCESSES CONNECTION REQUIRED

DEWAS 220 KV S/S

INDORE 400 KV S/S

CHEGAON 400 KV S/S
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1 220 KV INDORE (400KV) CB FAULTY CLOSE

1 220 KV  MAIN BUS FREQUENCY N/C 50

1 220 KV   B/C CB FAULTY CLOSE
2 220/132 KV TR (160MVA) OLTC N/C 7

1 `220 KV BUS COUPLER CB FAULTY CLOSE
2 132/33 KV TR 3 CB FAULTY CLOSE
3 220 KV DALDODA MW  /MVAR /CB N/A PROCESSES CONNECTION REQUIRED
4 132 KV BUS COUPLER CB FAULTY CLOSE
5 220/132 KV TR (160MVA) 132 KV SIDE CB FAULTY CLOSE
5 132 KV KHACHROD CB FAULTY CLOSE

1 132 KV BUS COUPLER CB FAULTY CLOSE
2 132 KV CAPACITOR BANK CB FAULTY CLOSE
3 132 KV ARNIKALAN CB FAULTY CLOSE

1 220/132 KV TR (160 MVA) OLTC N/C 5
2 220/132 KV TR 3*40 MVA OLTC N/C 6
3 132 KV TARANA CB FAULTY CLOSE
4 132/33 KV TR OLTC N/C 6

1 220/132 KV TR (160 MVA)  2 PRIMARY CB   N/A CLOSE
2 220/132 KV TR (160 MVA)  2 SEC CB N/A CLOSE
3 220/132 KV TR (160 MVA)  2  OLTC N/A 6

INDORE SOUTH ZONE 220 KV S/S

NEEMACH 220 KV S/S

NEPANAGAR 220 KV S/S

RATLAM 220 KV S/S

SHUJALPUR 220 KV S/S

UJJAIN 220 KV S/S

BADOD 220 KV S/S
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1 220/132 KV TR(160 MVA) OLTC N/C 7
2 220KVBUSTIE CB FAULTY OPEN
3 132/33 KV TR OLTC N/C 4

1 132/33 KV TR 2,3 OLTC N/C 4

1 132 KV RAGHOGRAH CB,MW/MVAR N/C
2 132 KV MAQSUDANGRAH CB,MW/MVAR N/C
3 132 KV NTPC 2 MW 25 15
4 220 KV BUS MAIN BUS 2 VOLTAGE 0 225

1 132/33 KV TR 1 & 2 OLTC N/C 6
2 132 KVBUSCOUPLER CB FAULTY CLOSE
3 220 KV BUS MAIN BUS 2 VOLTAGE 0 225
4 220 KV BUS MAIN BUS 2 FREQUENCY 0 50

1 132/33 KV TR 40 MVA OLTC N/C 4

1 220/132 KV TR(160 MVA) 2  MW , OLTC N/C
2 220/132 KV TR(160 MVA) 2 PRI CB FAULTY CLOSE
3 220/132 KV TR(160 MVA) 2 SEC CB FAULTY CLOSE
4 220 KV ITARSI CB FAULTY CLOSE
5 132 KV KANNOD CB FAULTY CLOSE

1 220/132 KV TR 2 PRI CB,MW/MVAR/OLTC N/C
2 220/132 KV TR 2 SEC CB N/C
3 132 KVSAMSABAD CB FAULTY CLOSE

1 132/33 KV TR 1,  2  ,3 OLTC N/C 4

1 132/33 KV TR 1,  2  ,3 OLTC N/C 4
2 20 MVA TR CB FAULTY
3 40 MVA TR  2 MW /MVAR 0 10   / 3

1 220/132 TR 2 OLTC N/C 7
2 132/33 KV TR  1 ,2 &3 OLTC N/C 5
3 220 KVTR 1 CB FAULTY CLOSE
4 132/33 KV TR 4 CB TRANIST CLOSE

1 220/132 TR 1 ,  2 , 3  &  4 OLTC N/C 7
2 132KV BHEL CB FAULTY CLOSE
3 132 KV TRANSFER BUS CB FAULTY CLOSE
4 132/33 KV TR 3 CB FAULTY CLOSE
5 220 KV MANDIDEEP CB FAULTY CLOSE
6 220/132 KV TR 2 CB FAULTY CLOSE
7 220 KV MAIN  BUS  1 VOLTAGE N/C 233
8 220 KV MAIN  BUS  1 FREQUENCY N/C 40.9

1 400 KV DAMOH 1  &   2 LINE REACTMVAR N/A  
2 400/200/33 KV TERTIARY REACTOR   MVAR N/A  
3 400/220 KV TR 2 (PRI) CB FAULTY CLOSE

1 220/132 TR  1 OLTC N/C 7
2 132/33 KV TR 1  & 2 OLTC N/C 5

SHIVPURI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
HOSANGABAD 220 KV S/S

RAJGRAH (B) 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
ASHTA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
SABALGRAH 220 KV S/S

HANDIA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

BHOPAL 400 KV S/S

SARNI 220 KV S/S

VIDHISHA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
SARANGPUR 132 KV S/S

SHEOPURKALAN 132 KV S/S

GUNA 220 KV S/S

PROCESSES CONNECTION 
REQUIRED

PROCESSES CONNECTION 
REQUIRED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
GWALIOR 220 KV S/S

BHOPAL 220 KV S/S
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3 220 BUS TRANSFER CB FAULTY CLOSE
4 220 KV SARNI PH 1 CB FAULTY CLOSE
5 220 KV BETUL CB,MW/MVAR FAULTY
6 220 KV SARNI PH 2 CB,MW/MVAR/OLTC N/A
7 220 KV PANDURNA CB,MW/MVAR N/A
8 220/132 KV TR  2 CB,MW/MVAR/OLTC N/A

1 220 KV MAIN BUS  1 VOLTAGE N/C 230
2 132  KV LALGHATI 2 CB FAULTY CLOSE
3 132 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV BUS TIE CB FAULTY CLOSE
5 220/132 KV TR 1 CB FAULTY CLOSE
6 220/132 KV TR 2 CB,MW/MVAR FAULTY
7 132/33 KV TR   4 CB,MW/MVAR/OLTC N/A
8 132 KV BHOPAL CB,MW/MVAR N/A

1 132 KV KANNOD CB FAULTY CLOSE
2 132 KV  I / C   2 CB FAULTY CLOSE
3 132 KV  I / C   2 MW  /MVAR 0 20/5
4 132 KV MAIN BUS 2 VOLTAGE N/C 133

1 220 KV BUS COUPLER CB FAULTY CLOSE
2 132/33 KV TR  4 CB FAULTY CLOSE
3 132/33 KV TR  4 OLTC N/C 4

1 132 KV PORSA MW 45 0
2 132 KV MALANPUR CB FAULTY CLOSE
3 132 KV RON CB FAULTY CLOSE
4 220 KV AURYA CB FAULTY CLOSE

1 220 KV   B/C CB FAULTY CLOSE

MANDIDEEP 220 KV S/S
ALL ANALOG VALUE NON-CURRENT 

MEHGAON 220 KV S/S

MALANPUR 220 KV S/S

PROCESSES CONNECTION 
REQUIRED

PROCESSES CONNECTION 
REQUIRED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
BAIRAGRAH 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
ASTHA 132 KV S/S

ITARSI 220 KV S/S
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Sr.no. DESCRIPTION Status telemetry value at SLDC actual value at site

1 220/132 KV TR OLTC N/C 6
2 132/33 KV TR OLTC N/C 5

1 220/132 KV TR(160 MVA) OLTC N/C 8
2 220/132 KV TR(160 MVA)132 KV SIDE CB FAULTY CLOSE

1 220/132 KV TR(160 MVA) OLTC N/C 7
2 220KV AMARKANTAK CB FAULTY CLOSE
3 132/33 KV TR OLTC N/C 4

1 132/33 KV TR 1,  2  ,3 OLTC N/C 4
2 132 KV BUS COUPLER CB FAULTY

1 132/33 KV TR 1,  2  ,3 OLTC N/C 4
2 132 KV MANEDRAGRAH CB FAULTY

1 220/132 KV TR OLTC N/C 3
2 132/33 KV TR 1, 2 OLTC N/C 5

1 220/132 TR 2 OLTC N/C 4
2 132/33 KV TR  1 ,2 OLTC N/C 5
3 220 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV TONS PH CB TRANIST CLOSE
5 220/132 TR 1 CB FAULTY CLOSE

1 220/132 TR 2 CB FAULTY CLOSE
2 220/132  KV TR (BHEL) MW /MVAR 66/16 120/10
3 220/132 TR 1 ,2 OLTC N/C 4
4 132/33 KV TR  1 OLTC N/C 5
5 132 KV BUS COUPLER CB FAULTY CLOSE
6 220 KV PIPARIA CB FAULTY CLOSE
7 220 KV ITARSI CB FAULTY CLOSE
8 220 KV JBP  1  ,2 CB FAULTY CLOSE
9 132 KV I /C   2 CB FAULTY CLOSE

10 133/32 KV TR  2 CB,MW/MVAR/OLTC N/A
11 132 KV BARMAN 2 CB,MW/MVAR N/A

1 220 KV BUS COUPLER CB FAULTY CLOSE
2 220 KV BUS TIE CB FAULTY CLOSE
3 132 KV TR 1 CB FAULTY CLOSE
4 132 KV I/C 1 ,2 CB FAULTY CLOSE
5 132 KV KYMORE 1 & 2 CB FAULTY CLOSE
6 220/132 KV TR  2 CB,MW/MVAR/OLTC N/A
7 132/33 KV TR  1 &2 CB,MW/MVAR/OLTC N/A

1 220 KV BINA 1 CB FAULTY CLOSE
2 400/200/33 KV TERTIARY REACTOR 1 & 2 MVAR N/A  

1 132/33 KV TR 2 , 3 OLTC N/C 5
2 132 KV BUS COUPLER CB FAULTY OPEN

1 220 KV PGCIL 1 MW   /MVAR 34  /15 67  /05
2 132/33 KV TR 3 MW   /MVAR 0 35/2

1 132 KV BARGI 1 MW   /MVAR 0 15 /2

BIRSINGHPUR 220 KV S/S

SEONI 220 KV S/S
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SUKHA 220 KV S/S
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SAGAR 220 KV S/S

BEOHARI 132KV S/S
ALL DATA NON CURRENT

SIDHI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
WAIDHAN 132 KV S/S

KOTMA 132 KV S/S

MAIHAR 220 KV S/S

SATNA220 KV S/S

NARSINGHPUR 220 KV S/S

PROCESSES CONNECTION 
REQUIRED

PROCESSES CONNECTION 
REQUIRED

DAMOH 220 KV S/S

JABALPUR 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
KATNI 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
BINA 400 KV S/S

CHHATARPUR 220 KV S/S
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1 `220 KV BUS COUPLER CB FAULTY CLOSE
2 220 KV BUS TIE CB FAULTY CLOSE
3 220 /132 KV TR 2 MW  /MVAR /CB/OLTC N/A
4 132/33  KV TR 2 MW  /MVAR /CB/OLTC N/A

1 220 KV AMARKANTAK CB FAULTY CLOSE
2 220/132 KV TR OLTC N/C 4
3 132/33 KV TR OLTC N/C 4

1 220 KV SATNA CB FAULTY CLOSE
2 220/132 KV TR 1  & 2 OLTC N/C 4
3 132/33 KV TR 1 & 2 OLTC N/C 4

1 220 KV TONS PH CB FAULTY CLOSE

1 132/33 KV TR (40 MVA) MW 5 15-जनवर�

KOTAR 220 KV S/S

AMARPATAN 132 KV KV S/S

PROCESSES CONNECTION 
REQUIRED

TIKAMGRAH 220 KV S/S

SIDHI 220 KV S/S

REWA 220 KV S/S
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1 STP -SEONI 400 KV LINE REACTOR MVAR N/A
2 STP -KORADI 400 KV LINE REACTOR MVAR N/A
3 GEN 6   GT MW/MVAR 76/4 0
4 GEN  7   GT MW/MVAR 152/4 0
5 GEN 6   GT CB FAULTY OPEN
6 GEN  7   GT CB FAULTY OPEN
7 220 KV TRB CB FAULTY CLOSE
8 GEN 11 MW /MVAR N/C 220/25

1 GEN 4 CB TRANSIT OPEN
2 220 KV BUS COUPLER CB TRANSIT OPEN
3 400 KV VANDANA LINE REAACTOR MVAR N/A
4 400 KVBALCO  LINE REAACTOR MVAR N/A
5 400 KV BALCO MW  100 150

1 132 KV ANUPPUR 1 &  2 CB FAULTY CLOSE
2 132 KV HJIM CB FAULTY CLOSE
3 132 KV BUS COUPLER CB FAULTY CLOSE

1 400 KV MAIN BUS 1 VOLTAGE N/C
2 400 KV MAIN BUS 1 FREQUENCY N/C
3 400/220 KV TR  1   &  2    (315MVA ) OLTC N/C

1 STN TR MW/ MVAR 0 2/1
2 132 KV BUS 2 FREEQUENCY N/A 50

1 132 KV BUS 2 FREEQUENCY N/A 50

1 132 KV BUS 2 FREEQUENCY N/A 50

1 132 KV KARERA   2 MW/ MVAR 20 40

1 220 KV REWA 1 CB FAULTY CLOSE
2 220 KV BUS COUPLER CB FAULTY CLOSE
3 GEN 2  &  3 CB TRANSIT OPEN

SATPURA T P S

S G T P S      T P S

A T P S      T P S

SINGHA JI   S T P S

BARGI H P S

TONS H P S

GANDHI SAGAR  H P S

PENCH  H P S

MADHIKHEDA  H P S

RAJGHAT  H P S
ALL ANALOG VALUE SHOWING 0
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