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the purpose of irrigation, drinking water, envoironmerntal purpose, industrial use etc for 
the quantum and duration as specified from time to time.  

(iv) In General, MPPGCL declare their day ahead DC of hydro power plants taking into 
account various restrictions imposed by the WRD and/or local administration. In case 
there is restriction and still the DC is given, SLDC invariably brings the same into notice 
of GCC, MPPGCL. This is done as if the Schudule is given in response to a ‘wrong 
DC’, the DISCOMs would suffer as the power will not be actually available though 
scheduled. The DC is the capability of the generator to deliver ex-bus electricity and if it 
is not possible to deliver then in compliance to various regulations as detailed in 
preceding paras, the Generator should give their DC as ZERO, which they generally 
do. 
 

(v) Normally the generation below MDDL is not possible. However, in some of the stations 
like Gandhisagar and Omkareshawar, the generation below MDDL is possible and 
whenever generation is made below MDDL, SLDC has considered the same while 
computing the PAFM. Sometimes WRD do not allow generation below MDDL due to 
various reasons. The water discharge from Gandhisagar HPS is determined by the 
WRD authorities in MP and Rajasthan and if they agree then only generation below 
MDDL is possible at Gandhisagar HPS.  
 

(vi) As regards Silpara HPS, it is a run-of-the river power house and whenever the 
machines are run, SLDC considers the same for computation of PAFM.  Sometimes 
the local administration stops the flow of water into the CWC canal in the event of 
drowning of human being into the canal. 

 
(vii)  The multipurpose status of a Hydero Generating station is decided at the time of 

finalisation of the project report and is known to all concerned utilities. 
 

 In view of above, it is to submit that SLDC is complying with the provisions made in the 
Regulations notified by Hon’ble MPERC and restrictions imposed by various competent 
authorities are considered while computing the PAFM of Hydrol Power stations.  
 
   
 
 
                                                                                                Chief Engineer,  
                                                                                                SLDC, MPPTCL, Jabalpur. 
Copy to : 
1. The Managing Director, MP Power Generating Co. Ltd., Jabalpur. 
2. The Director (Technical), MP Power Transmission Co. Ltd. Jabalpur. 
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Annexure-11.3

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER : Transmission
Sr.no. DESCRIPTION Status telemetry value at Sactual value at site

4 220 KV ASTHA 2 CB FAULTY CLOSE
5 220 KV INDORE EAST(BICHOLI ) CB FAULTY CLOSE
6 220 KV INDORE 400 KV CB FAULTY CLOSE

1 220/132 TR 2 OLTC N/C 4
2 132/33 KV TR  1 ,2 OLTC N/C 5
3 220 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV TONS PH CB TRANIST CLOSE
5 132 KV BUS COUPLER CB FAULTY CLOSE
6 220/132 TR 1 CB FAULTY CLOSE

1 220/132 TR 2 CB FAULTY CLOSE
2 220/132  KV TR (BHEL) MW /MVAR 66/16 120/10
3 220/132 TR 1 ,2 OLTC N/C 4
4 132/33 KV TR  1 OLTC N/C 5
5 132 KV BUS COUPLER CB FAULTY CLOSE
6 220 KV PIPARIA CB FAULTY CLOSE
7 220 KV ITARSI CB FAULTY CLOSE
8 220 KV JBP  1  ,2 CB FAULTY CLOSE
9 132 KV I /C   2 CB FAULTY CLOSE

10 133/32 KV TR  2 CB,MW/MVAR/OLTC N/A
11 132 KV BARMAN 2 CB,MW/MVAR N/A

1 220 KV BUS COUPLER CB FAULTY CLOSE
2 220 KV BUS TIE CB FAULTY CLOSE
3 132 KV TR 1 CB FAULTY CLOSE
4 132 KV I/C 1 ,2 CB FAULTY CLOSE
5 132 KV KYMORE 1 & 2 CB FAULTY CLOSE
6 220/132 KV TR  2 CB,MW/MVAR/OLTC N/A
7 132/33 KV TR  1 &2 CB,MW/MVAR/OLTC N/A

1 220/132 KV TR OLTC N/C 5
2 132/33 KV TR    CB FAULTY CLOSE
3 132/33 KV TR    OLTC N/C 5
4 132 KV RAGHOGRAH (BANORA) CB FAULTY CLOSE

1 220/132 TR 2 OLTC N/C 7
2 132/33 KV TR  40 MVA ,20 MVA OLTC N/C 5
3 132 KV TIGRA CB FAULTY
4 220 KV PGCIL 2 CB FAULTY CLOSE
5 220/132 TR 3(160MVA 2) CB,MW/MVAR/OLTC N/A PROCESSES CONNECTION REQUIRED

1 220/132 TR 1 ,  3  &  4 OLTC N/C 7
2 132 KV TRANSFER BUS CB FAULTY CLOSE
3 132/33 KV TR 3 CB FAULTY CLOSE
4 220 KV MANDIDEEP CB FAULTY CLOSE
5 220/132 KV TR 2 CB FAULTY CLOSE

1 400 KV DAMOH 1  LINE REACTOR MVAR N/A

PROCESSES CONNECTION REQUIRED
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

GUNA 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
GWALIOR 220 KV S/S

BHOPAL 220 KV S/S

BHOPAL 400 KV S/S

SATNA220 KV S/S

NARSINGHPUR 220 KV S/S

PROCESSES CONNECTION REQUIRED
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

KATNI 220 KV S/S
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Annexure-11.3

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER : Transmission
Sr.no. DESCRIPTION Status telemetry value at Sactual value at site

2 400/200/33 KV TERTIARY REACTOR 1 & 2 MVAR N/A
3 400/220 XMER 2  CB FAULTY CLOSE
4 BPL400‐BDTL 765     2 MW 25 60
3 400/220  ICT 1, 2 &  3 OLTC N/A

1 220/132 TR  1 OLTC N/C 7
2 132/33 KV TR 1  & 2 OLTC N/C 5
3 220 BUS TRANSFER CB FAULTY CLOSE
4 220 KV SARNI PH 1 CB FAULTY CLOSE
5 220 KV BETUL CB,MW/MVAR FAULTY
6 220 KV SARNI PH 2 CB,MW/MVAR/OLTC N/A
7 220 KV PANDURNA CB,MW/MVAR N/A
8 220/132 KV TR  2 CB,MW/MVAR/OLTC N/A

1 220 KV MAIN BUS  1 VOLTAGE N/C 230
2 132  KV LALGHATI 2 CB FAULTY CLOSE
3 132 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV BUS TIE CB FAULTY CLOSE
5 220/132 KV TR 1 CB FAULTY CLOSE
6 220/132 KV TR 2 CB,MW/MVAR FAULTY
7 132/33 KV TR   4 CB,MW/MVAR/OLTC N/A
8 132 KV BHOPAL CB,MW/MVAR N/A

1 132 KV KANNOD CB FAULTY CLOSE
2 132 KV  I / C   2 CB FAULTY CLOSE
3 132 KV SIHORE  CB FAULTY CLOSE
4

1 220 KV GUNA 2 CB FAULTY CLOSE
2 400/200/33 KV TERTIARY REACTOR 1 & 2 MVAR N/A
3 400 KV BUS 2 VOLTAGE 375 415
4 220 KV BUS 2 VOLTAGE 212 224
5 400/220 KV TR  2   &  3   (315MVA ) OLTC N/C 6

1 400/220 TR ,2 , OLTC 2 9
2 400/200/33 KV TERTIARY REACTOR 1 & 2 MVAR N/A
3 400 KV NAGDA LINE REACTOR MVAR N/A
3 400 KV I S P LINE REACTOR MVAR N/A

1 132 KV MOONDI CB FAULTY
2 400/220 TR OLTC N/C
3 220/132 KV TR 1  & 2 OLTC N/C
4 400 KV MALA CB FAULTY

1 220 KV TIKAMGRAH  CB N/A PROCESSES CONNECTION REQUIRED
2 132/33 KV TR 3 MW   /MVAR 0 35/2

1 132 KV BARGI CB FAULTY CLOSE
2 132 KV MANERI CB FAULTY CLOSE
3 132 KV BARGI 1 MW   /MVAR 0 15 /2

JABALPUR 220 KV S/S

PROCESSES CONNECTION REQUIRED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
ASTHA 132 KV S/S

BINA 400 KV S/S

INDORE 400 KV S/S

CHEGAON 400 KV S/S

DAMOH 220 KV S/S

BAIRAGRAH 220 KV S/S

PROCESSES CONNECTION REQUIRED

SARNI 220 KV S/S
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Annexure-11.3

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER : Transmission
Sr.no. DESCRIPTION Status telemetry value at Sactual value at site

1 220 /132 KV TR  1 & 2 OLTC N/A
2 220 KV BUS TIE CB FAULTY CLOSE
3 220 KV DAMOH  CB/MW/MVAR N/A PROCESSES CONNECTION REQUIRED
4 220 /132 KV TR 2 MW  /MVAR /CB/OLTC N/A
5 132/33  KV TR 2 MW  /MVAR /CB/OLTC N/A

1 220/132 KV TR OLTC N/C 4
2 220 KV REWA MW/MVAR N/C
3 220 KV HINDALCO MW/MVAR N/C
4 132/33 KV TR OLTC N/C 4

1 220 KV SATNA CB FAULTY CLOSE
2 220 KV TONS PH CB FAULTY CLOSE
3 132 KV GEN 1 CB FAULTY CLOSE
4 132 KV JP NIGRI 
3 132/33 KV TR40 MVA NGEF OLTC N/C 4

1 220 KV TONS PH MW /MVAR N/C 5  /5

1 220/132 TR 1 CB FAULTY CLOSE
2 132/33 KV TR  1 & 2 OLTC N/C 4
3 220/132 KV TR  OLTC N/C 4

1 132 KV GADARWARA CB FAULTY CLOSE
2 132 KV I/C 1  CB FAULTY CLOSE
3 132 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV CHICHLI MW /MVAR /CB 0 110/10
5 220/132 KV TR 2 (160 MVA) CB,MW/MVAR/OLTC N/A PROCESSES CONNECTION REQUIRED

1 132/33  KV TR 1  ,2 & 3 OLTC N/A
2 132/33  KV TR  2 & 3 CB FAULTY CLOSE

1 220 KV INDORE (400KV) CB FAULTY CLOSE
2 220/132 KV TR 1,2 & 4 OLTC N/A
3 220 KV B/C CB FAULTY OPEN
3 132/33  KV TR  OLTC N/A

1 132 KV B/C CB FAULTY OPEN
2 132 KV  MAIN BUS FREQUENCY N/C 50

1 132KV MEGHNAGAR  CB FAULTY CLOSE
2 132 KV JAORA 1& 2 CB FAULTY CLOSE
3 132 KV BADNAGAR CB FAULTY CLOSE
5 132 KV MEGHNAGAR  CB  FAULTY CLOSE
6 220/132 XMER (SEC) CB FAULTY CLOSE
7 132 KV BUS COUPLER CB FAULTY CLOSE
8 132/33 KV XMER 40 MVA CB FAULTY CLOSE
9 132 KV KHACHROD CB FAULTY CLOSE

1 132 KV CAPACITOR BANK CB FAULTY CLOSE
2 132/33 TR 1 7  2 OLTC N/C 5

NEEMACH 220 KV S/S

RATLAM 220 KV S/S

SHUJALPUR 220 KV S/S

TIKAMGRAH 220 KV S/S

PROCESSES CONNECTION REQUIRED
SIDHI 220 KV S/S

ITARSI 220 KV S/S

PIPARIA 220 KV S/S

MEHGAON 220 KV S/S

INDORE SOUTH ZONE 220 KV S/S

REWA 220 KV S/S

KOTAR 220 KV S/S
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Annexure-11.3

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER : Transmission
Sr.no. DESCRIPTION Status telemetry value at Sactual value at site

3 220/132 KV TR 3 OLTC N/C 7

1 220/132 KV TR (160 MVA) OLTC N/C 5
2 220/132 KV TR 3*40 MVA OLTC N/C 6
3 132 KV TARANA CB FAULTY CLOSE
4 132 KV BUS COUPLER CB FAULTY CLOSE
5 132/33 KV TR 1  2 CB N/C 6

1 220/132 KV TR (160 MVA)  2 PRIMARY CB    N/A CLOSE
2 220/132 KV TR (160 MVA)  2 SEC CB N/A CLOSE
3 220/132 KV TR (160 MVA)  2   OLTC N/A 6
4 132kv ILFS (RENEWABLE ) OLTC N/A 6

1 132 KV BUS COUPLER CB FAULTY CLOSE

1 400 KV B/C  CB FAULTY
2 400 KV DAMOH  CB FAULTY

1 132 KV KOTMA  CB  N/A
2 132/33 KV TR    OLTC N/C 5

1 132/33 63 MVA TR CB FAULTY 5
2 132/33 KV TR    OLTC N/C 5

1 220 KV SATPURA T P S CB /MW/MVAR N/C 5
2 220/132 KV TR    CB FAULTY 5

1 132 KV TRACTION 1  CB FAULTY 5
2 220/132 KV TR   2  CB FAULTY 5

1 220 KV PGCIL 1 MW/MVAR 20/3 40/6
2 220 KV PANDURNA MW/MVAR N/C 5
3 220 KVBETUL MW/MVAR N/C
4 220 /132 KV TR  MW/MVAR 0/0 25 /5

1 220 KV SATNA  MW/MVAR N/C 25/10
2 220 KV BUS VOLTAGE N/C 222
3 220 KV BUS FREQUENCY N/C 50

1 132 KV P & G  CB /MW/MVAR N/A PROCESSES CONNECTION REQUIRED

2 220/132 KV TR   2  CB FAULTY 5

1 132 KV BALAGHAT 1 CB FAULTY CLOSE
2 132 KV PENCH 2 CB FAULTY CLOSE
3 132/33 TR 1 & 2 CB FAULTY CLOSE
4 132 KV I /C 1 & 2 CB FAULTY CLOSE
5 132 KV MANDLA CB FAULTY CLOSE
6 132 KV LAKHNADON CB FAULTY CLOSE
7 132 KV BUS COUPLER CB FAULTY CLOSE

CHINDWARA  220 KV S/S

CHHATARPUR 220 KV S/S

MANDIDEEP 220 KV S/S

SEONI 132 KV S/S

BALAGHAT  132KV S/S

UJJAIN 220 KV S/S

BADOD 220 KV S/S

RTU FAULTY

ANUPPUR 220 KV S/S

HARDA 132 KV S/S

PANDURNA 220 KV S/S

BINA 220 KV S/S

NAGDA 220 KV S/S

KATNI 400 KV S/S
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Annexure-11.3

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER : Transmission
Sr.no. DESCRIPTION Status telemetry value at Sactual value at site

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAM: Generation
Sr.no. DESCRIPTION Status telemetry value at Sactual value at site

1 STP ‐SEONI 400 KV LINE REACTOR MVAR N/A
2 STP ‐KORADI 400 KV LINE REACTOR MVAR N/A
3 GEN 6   GT MW/MVAR 76/4 0
4 GEN  7   GT MW/MVAR 152/4 0
5 GEN 6   GT CB FAULTY OPEN
6 GEN  7   GT CB FAULTY OPEN
7 220 KV TRB CB FAULTY CLOSE
8 400 KV ASTHA 1  MW /MVAR N/C 220/25

1 GEN 4 CB TRANSIT OPEN
2 220 KV BUS COUPLER CB TRANSIT OPEN
3 400 KV VANDANA LINE REAACTOR MVAR N/A
4 400 KVBALCO  LINE REAACTOR MVAR N/A
5 400 KV DAMOH 2  CB FAULTY CLOSE

1 132 KV ANUPPUR 1 &  2 CB FAULTY CLOSE
2 132 KV HJIM CB FAULTY CLOSE
3 132 KV BUS COUPLER CB FAULTY CLOSE
4 220 KV BUS COUPLER CB FAULTY CLOSE

1 400/220 KV TR  1   &  2    (315MVA ) OLTC N/C

1 GEN 4 CB FAULTY  OPEN
2

1 132 KV BUSCOUPLER  CB FAULTY OPEN
2 132 KV BUS 2 FREEQUENCY N/A 50

1 220 KV REWA 1 CB FAULTY CLOSE
2 220 KV BUS COUPLER CB FAULTY CLOSE

ALL ANALOG VALUE SHOWING 0
TONS H P S

SATPURA T P S

S G T P S      T P S

A T P S      T P S

SINGHA JI   S T P S

GANDHI SAGAR  H P S

PENCH  H P S

RAJGHAT  H P S
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