


Distribution List 
 
1. The Chief Engineer (Works), MP Power Transmission Co. Limited, Shakti Bhawan, Jabalpur, email- 

cetandc@yahoo.com, cetandc@gmail.com.   
2. The Chief Engineer (T&C), MP Power Transmission Co. Limited, Jabalpur. Fax No- 0761-2665593, 2702710 

Email- cetandc@gmail.com 
3. The Chief Engineer (Transmission-East Zone), MP Power Transmission Co. Limited, Shakti Bhawan, Jabalpur. 

Email- sk.gaikwad@mptransco.nic.in. 
4. The Chief Engineer (Transmission-West Zone), MP Power Transmission Co. Limited, Indore.Email- 

seehtind@gmail.com 
5. The Chief Engineer (Transmission-Central Zone), MP Power Transmission Co. Limited, Bijlee Nagar, 

Govindpura, Bhopal, email- cetranscobpl@gmail.com.   
6. The Chief Engineer (Plg & Des), MP Power Transmission Co. Limited, Jabalpur, Fax No- 0761-2660908 Email- 

ceps321@yahoo.com  
7. The Chief Engineer (Procurement.), MP Power Transmission Co. Limited, Jabalpur, .Fax No- 0761-2660908 

Email – substation_vi@yahoo.com  
8. The Executive Director (O & M:Gen), MP Power Generating Company Limited, Jabalpur. Fax No- 0761-

2664749, Email- gcc.mppgcl@gmail.com, Email- edomg_mpeb@rediffmail.com 
9. The Chief Engineer (O&M:Hydel), MP Power Generating Co. Ltd, Jabalpur,  Fax No-0761-2664749.  
10. The General Manager(PM), MPPMCL, Jabalpur Email – gm_pm@mptradeco.com 

controlroom.tradeco@gmail.com  
11. The Superintending Engineer (GCC), MPPGCL, Jabalpur Email – segcc.mppgcl@gmail.com 

gcc.mppgcl@gmail.com. 
12. The General Manger (DCC-EZ), DISCOM Control Centre, MP Poorva Kshetra Vidyut Vitaran Co.Limited, 

Jabalpur, Fax No- 0761-2668503, Email – cmdez_ld@yahoo.co.in.  
13. The Dy. General Manager (DCC –CZ), DISCOM Control Centre, MP Madhya Kshetra Vidyut Vitaran Co. 

Limited, Bhopal, Fax No-0755-2580611,Email- plm.mpcz@gmail.com.  
14. The Executive Engineer (DCC-WZ), DISCOM Control Centre, MP Paschim Kshetra Vidyut Vitaran Co. Limited, 

Near Polo Ground, Jail Road, Indore, Fax No- 0731-2421554, Email- dccindore@gmail.com.  
15. The Executive Engineer, Sub Load Despatch Centre, MPPTCL, Indore, Fax No- 0731-2874515, Email – 

eesubldcind@yahoo.com.  
16. The Executive Engineer, Sub Load Despatch Centre, MPPTCL, Bhopal, Fax No- 0755-2885220, Email – 

aldc_bpl@yahoo.co.in  
17. The General Manger(RO), MPPMCL, In front of Bhojpur Club, E-4, Arera Colony,Bhopal, Fax No-0755-

2423046, Email-Rajeev_keskar@rediffmail.com  
18. The Chief Engineer (PM&C), Narmada Hydroelectric Development Corpn. Ltd, NHDC Parisar, Shamla Hills, 

Bhopal – 462013., Fax No- 0755-4030130,Email – vinodnhdc@rediffmail.com  
19. The Chief Electrical Distribution Engineer, West Central Railway (WCR), General Manager’s Office, Electrical 

Department, Jabalpur-482001 (MP), Fax: 0761-2627629, Email- cede@wcr.gov.in,  dyceetrdwcr@gmail.com, 
M-9752415312, Mr.Satyendra Kumar (Dy.CE), Mob.9752415301 (CEDE, WCR).    

20. The General Manager, Indira Sagar Power Station, NHDC Office complex, PO : Narmada Nagar, Distt : 
Khandwa (MP) – 450 119, Fax No- 07323-284080, Email – nhdc-isp@rediffmail.com  

21. The General Manager, Omkareshwar Power Station, Prashsnik Bhawan, Urja Vihar, Sidhwarkut, Distt : 
Khandwa (MP) – 450 554, FaxNo-07280-271703, Email- pksaxena@nhdcl.com, 
saxena_pks123@rediffmail.com, omkareshwar.nhdc@gmail.com.  

22. The Director (Projects), BLA Power Limited, At : Niwari, PO: Khorsipan, Tah : Gadarwara, Distt ; Narsinghpur 
487 551, Fax No. 07791-243667 / 243669, Email – manish@bla.co.in  

23. The Sr. Vice President, Jaiprakash Power Ventures Ltd., Village Sirchopi Subpost Office-Agasod, Post Office-
Bina- 470113 Distt- Sagar, Fax No. 07580-277200, Email – jptpp.switchyard@jalindia.com 

24. The Chief Executive Officer, Kalpataru Satpura Transco Pvt. Ltd., Satpura Colony, Betul Road, Old Itarsi, Distt. 
Hoshangabad, Email – cbhandari@kalpatarupower.com 

25. M/s Ujaas Energy Ltd. 701, NRK Business park, Vijay Nagar Sqaure, Indore – 452010, Email id :-
solar@ujaas.com  

26. M/s Suzlon Global Services Ltd., 1090, Scheme no. 114, Park-2, Ring Road, Universal Hospital Row,  
Email- deepesh.sankwa@suzlon.com, Indore – 452010, Badree.hirve@suzlon.com 
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Report Generated On: 04/08/2017

Annexure-8.1.i

SNO Meter No Location Feeder Name T & C Circle T & C Division Data Not Available Dates

1 MPE53482 132KV S/S ARON 40MVA,EMCO 400KV BINA Testing Division  Guna 01/07/2017 to 31/07/2017

2 MPE51924 132KV S/S ASHOKNAGAR 40MVA,BBL-II 400KV BINA Testing Division  Guna 01/07/2017 to 31/07/2017

3 XB577480 220KV S/S GUNA 63MVA BBL SN 5442/10 400KV BINA Testing Division  Guna 01/07/2017 to 31/07/2017

4 MPE51793 132KV S/S PITHAMPUR MVA 132/33KV X'MER-I BHEL S.NO. 20097 400KV Indore Testing Division - II Indore 01/07/2017 to 31/07/2017

5 MPC74039 220KV S/S PITHAMPUR 63MVA SEZ_II 400KV Indore Testing Division - II Indore 03/07/2017 to 31/07/2017

6 MPP28453 220KV S/S S/Z, INDORE 132KV PITHAMPUR (FOR STI) 400KV Indore 440 KV Testing Division, Indore 01/07/2017 to 31/07/2017

7 MSP44327 132KV S/S GOPALPUR 40MVA TRANSFORMER PC0100096 T&R BHOPAL Testing Division -II Bhopal 01/07/2017 to 31/07/2017

8 MSP44373 220KV S/S BHOPAL 132KV STDS  BHOPAL BHOPAL 400 KV Testing Division Bhopal 01/07/2017 to 31/07/2017

9 MPE51977 220KV S/S ITARSI 20MVA MAKE AMCO SN 1313/11538 BHOPAL Testing Division Itarsi 01/07/2017 to 31/07/2017

10 MPE51763 132KV S/S SARANGPUR SCOM_33KV SALSALAI FEEDER (CZ TO W CZ-WZ Testing Division -I Bhopal-S/s DN Beora 01/07/2017 to 31/07/2017

11 MPP28723 220KV S/S BINA ISCOM_33KV VIDISHA FEEDER ( EZ TO C EZ-CZ 400 KV Testing Division Bina 01/07/2017 to 31/07/2017

12 MPE51934 132KV S/S DABRA 40 MVA MAKE BBL SN 1239/11296 GWALIOR Testing Division -II Gwalior 01/07/2017 to 31/07/2017

13 MPE53513 132KV S/S DATIA 40 MVA MAKE EMCO SN HT-12510 GWALIOR Testing Division -II Gwalior 01/07/2017 to 31/07/2017

14 MPE51941 132KV S/S LAHAR 40 MVA MAKE BBL SN 4910/2 GWALIOR Testing Division -II Gwalior 01/07/2017 to 31/07/2017

15 Y0221297 132KV S/S MORENA 40 MVA MAKE BBL SN 4910/7 GWALIOR Testing Division -I Gwalior, S/S DN Morena 01/07/2017 to 31/07/2017

16 MPE53503 132KV S/S PICHORE 12.5MVA,CGL GWALIOR Testing Division  Guna-S/S Dn Shivpuri 01/07/2017 to 31/07/2017

17 MPE51936 132KV S/S SEONDHA 12.5 MVA MAKE BHEL SN 6002787 GWALIOR Testing Division -II Gwalior 01/07/2017 to 31/07/2017

18 MPE51937 132KV S/S SEONDHA 20MVA MAKE HEL SN 6000197 GWALIOR Testing Division -II Gwalior 01/07/2017 to 31/07/2017

19 MPE51917 132KV S/S SHEOPUR 40MVA-I BBL SN 4733/8 GWALIOR Testing Division  Guna-S/S Dn Shivpuri 01/07/2017 to 31/07/2017

20 MPC59861 132KV S/S ALIRAJPUR 20MVA  XMER  BBL S.NO.1991/3 INDORE Testing Division - Rajgarh 01/07/2017 to 31/07/2017

21 GEC08964 132KV S/S BAHADARPUR 63 MVA,ABB SN 12018-005 INDORE Testing Division - Khandwa 01/07/2017 to 31/07/2017

22 MPE51805 132KV S/S CHHANERA 20MVA MAKE CGL SN 24641 INDORE Testing Division - Khandwa 01/07/2017 to 31/07/2017

23 MPE51906 132KV S/S SANWER 16 MVA EMCO 1045/10878 INDORE Testing Division - I Indore 01/07/2017 to 31/07/2017

24 MPP28667 132KV S/S SANWER 20 MVA NGEF 280004-6059 INDORE Testing Division - I Indore 03/07/2017 to 31/07/2017

25 MPC75135 220KV S/S DHAR 132 KV VACMAT UJJAINI INDORE Testing Division - DHAR 01/07/2017 to 31/07/2017

26 MPU04759 220KV S/S INDORE-II(JETPURA) 63MVA XMER INDORE Testing Division - I Indore 01/07/2017 to 31/07/2017

27 MPP28690 220KV S/S NIMARANI 16 MVA BBL 1992/1 INDORE Testing Division - I Indore 01/07/2017 to 31/07/2017

28 XB577435 132KV S/S KATNI 50MVA MAKE BHEL JABALPUR Testing Division -Katni 01/07/2017 to 31/07/2017

29 MPP28587 132KV S/S NARSINGPUR 40MVA BHEL SN6004697 JABALPUR Testing Division -II Jabalpur 01/07/2017 to 31/07/2017

30 XB577373 220KV S/S JABALPUR 63MVA MAKE BBL JABALPUR Testing Division -I Jabalpur 01/07/2017 to 31/07/2017

31 MPP28793 220KV S/S BHOPAL Tr.132 KV TRACT SUKHI SEW RAILWAY 400 KV Testing Division Bhopal 01/07/2017 to 31/07/2017

32 MPP28789 220KV S/S ITARSI Tr.220KV TRACT KALA AKHAR RAILWAY Testing Division Itarsi 01/07/2017 to 31/07/2017

33 Y0221158 132KV S/S BIJAWAR 12.5 MVA MAKE HEL SN 6000597 SAGAR Testing Division -II Sagar 01/07/2017 to 31/07/2017

34 Y0221275 132KV S/S BEOHARI 50 MVA X-mer SN 204292 SATNA Testing Division - Satna- S/S DN Shahdol 01/07/2017 to 31/07/2017

35 MPE51749 220KV S/S REWA 40MVA XMER EMCO SATNA Testing Division - Rewa 01/07/2017 to 31/07/2017

36 MPP28427 132KV S/S CHOURAI 40MVA BBL, sn.3072/6 SEONI Testing Division -II Chindwara 02/07/2017 to 31/07/2017

37 MPE51871 132KV S/S CHAPDA 12.5MVA MAKE BBL SN 1428/3 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

38 Y0221354 132KV S/S KANNOD 16MVA MAKE BBL SN 1992/5 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

39 MPE51866 132KV S/S KHATEGAON 40MVA BBL Xmer S.No-5076/15 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

40 MPE51860 132KV S/S MOMIN BADODIA 20MVA NGEF UJJAIN Testing Division - Dewas - S/S Dn Shujalpur 01/07/2017 to 31/07/2017

41 MPC58858 132KV S/S MSP DEWAS 63MVA MAKE EMCO SN 4882 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

42 MPE51822 132KV S/S MSP DEWAS 63MVA MAKE BBL SN 4909/4 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

43 MPE51869 132KV S/S MSP DEWAS 40MVA MAKE GEC SN B-25820 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

44 MPC58835 132KV S/S POLAIKALAN 20 MVA EMCO UJJAIN Testing Division - Shujalpur 01/07/2017 to 31/07/2017

45 Y0221211 132KV S/S SHAJAPUR 40MVA MAKE ECE SN S-86020 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

46 Y0221549 132KV S/S SHAJAPUR 40MVA MAKE BHEL SN 2012385 UJJAIN Testing Division - Dewas 01/07/2017 to 31/07/2017

47 MPP28623 220KV S/S RATLAM 40MVA MAKE BHEL SN 2014006 UJJAIN Testing Division - Ratlam 01/07/2017 to 31/07/2017

48 Y0221427 220KV S/S UJJAIN 40MVA MAKE CROMPTON SN T-8362/3 UJJAIN Testing Division - Ujjain 01/07/2017 to 31/07/2017

49 Y0221446 220KV S/S UJJAIN 63MVA MAKE BHEL SN 2014010 UJJAIN Testing Division - Ujjain 01/07/2017 to 31/07/2017

50 Y0221526 220KV S/S UJJAIN 63MVA MAKE BBL SN 5442/9 UJJAIN Testing Division - Ujjain 01/07/2017 to 31/07/2017

MADHYA PRADESH POWER TRANSMISSION COMPANY LIMITED
             STATE LOAD DESPATCH CENTRE (SLDC), Jabalpur, MP

                      EOP : ABT SEM Data Driver
Monthly Data Non-Availability Report (Main Meter) from 01/07/2017 to 31/07/2017
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Annexure-8.1.ii

Sr. No Make SIM No.
SIM 
Data 
No.

IMSI No.
Service 
Activated 
GPRS/ GSM

1 MPC57145 132KV S/S DHAR 40MVA BHEL 400KV Indore Testing Division - II Indore
2 NA 132KV S/S ICHHAWAR 40MVA BBL SN 1448/3 BHOPAL Testing Division - I Bhopal

3 MPC74042 132KV TAMOT 40MVA MAKE CGL SN 
24788 BHOPAL Testing Division -II Bhopal

4 XB577758 132KV S/S ESAGARH_NEW 40MVA MAKE BHEL 400KV BINA Testing Division  Guna
5 XB583343 132KV PRATAPURA 40MVA GWALIOR Testing Division -II Gwalior
6 XC559777 220KV MORENA 63MVA GWALIOR Testing Division  Morena
7 MPC59861 132KV S/S ALIRAJPUR 20MVA BBL 1991/3 INDORE Testing Division - Rajgarh

8 MPC58407 220KV S/S JULWANIYA 40MVA BHEL SN 
2037620 INDORE Testing Division - II Barwaha

9 NA 132KV JHABUA 40 MVA MAKE NGEF INDORE Testing Division - II Indore
10 NA 132KV S/S KASRAWAD 20MVA INDORE Testing Division - I Indore
11 NA 132KV S/S TALAKPURA 40 MVA INDORE Testing Division - Barwaha
12 MPC73877 132KV S/S SINGHANA 40 MVA IMP INDORE Testing Division - II Indore
13 XB552537 132KV S/S Kishangarh 40 MVA IMP INDORE Testing Division - Dewas
14 MPC58410 132KV S/S BICHHUA 40MVA BHEL XMER JABALPUR Testing Division -II Chindwara
15 MPP28518 220KV S/S CHHINDWARA 50MVA XMER JABALPUR Testing Division -II Chindwara
16 NA 132KV BENEGAON 12.5MVA JABALPUR Testing Division -II Chindwara
17 XB577474 132KV AMARWARA 50MVA BHEL JABALPUR Testing Division -Chhindwara
18 XB577435 132KV S/S KATNI 50MVA MAKE BHEL JABALPUR Testing Division - Katni
19 XB577453 220KV S/S SEONI 50MVA BHEL JABALPUR Testing Division - Seoni

20 XB577412 132KV S/S NARSINGPUR 50MVA BHEL SN2042481 JABALPUR Testing Division -II Jabalpur

21 Y0221147 220KV S/S CHICHLI 50MVA XMER MAKE 
BHEL SR. 2042480 JABALPUR Testing Division -II Jabalpur

22 Y0062910 132KV S/S GADARWARA 132KV TC_NTPC JABALPUR Testing Division -II Jabalpur

23 XB577425 132KV S/S SLEEMANABAD 12.5MVA NGEF 
SN2800022226

JABALPUR Testing Division -Katni

24 XC530817 132KV S/S LALBARRA 40MVA IMP JABALPUR Testing Division -II Chindwara
25 XC548595 132KV S/S UMRETH 40MVA BBL XMER JABALPUR Testing Division -II Chindwara

26 XB577374 132KV S/S BOREGAON 50MVA BHEL SN.2042482 JABALPUR Testing Division -II Chindwara

27 MP924832 132KV S/S RAMPUR NAIKIN 40 MVA X-mer (33 kv side) SATNA Testing Division - Satna

28 KA907077 220KV S/S ANUPUR 132KV MOSERBEAR SATNA Testing Division - Satna- S/S DN Shahdol
29 MPC58838 220KV S/S SIDHI 220KV S/S SIDHI SATNA Testing Division - Rewa
30 KA904800 220KV S/S ANUPUR 132KV OPM SATNA Testing Division - Satna- S/S DN Shahdol

31 MPP28396 132KV S/S KATRA 50MVA BHEL MAKE 
XMER SATNA Testing Division - Rewa

32 MPP28606 132KV S/S RATLAM 50MVA X-mer BBL SN 
5406/10

UJJAIN Testing Division - Ratlam

33 XC573290 132KV S/S TAL 40MVA MAKE IMP UJJAIN Testing Division - Ratlam

34 XB577371 220KV BHANPURA 50MVA BHEL SN 2042485 UJJAIN Testing Division - Neemuch

35 NA 132KV S/S SATWAS 20MVA NGEF SN 280002-
2214 UJJAIN Testing Division - Dewas

36 Y0221471 220KV S/S NEEMUCH 50MVA BHEL UJJAIN Testing Division - Neemuch
37 NA 132KV  BAGRODA 40MVA BHOPAL Testing Division -I Bhopal

Modem & SIM details required of the newly commissioned transformers / HT Consumers

SNO Meter No Location Feeder Name T & C Circle T & C Division

Modem & SIM detail
Modem SIM 
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Annexure-9.2
DATA OUT FROM LONG TIME

1 MORWA 132 KV S/S
2 BEOHARI 132 KV S/S
3 REWA132 KV S/S

                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER

1 ALL T.M. DATA CB ,MW,MVAR N/A
2 132/33 KV(50MVA) XMER CB ,MW,MVAR N/A PROCESSES CONNECTION REQUIRED

1 132 KV MANGAWAN 2 CB /MW/MVAR N/A PROCESSES CONNECTION REQUIRED
2 132 KV REWA 2(INTERCONNECTOR) CB /MW/MVAR N/A PROCESSES CONNECTION REQUIRED
3 132 KV RAMPUR NIKEN CB FAULTY CLOSE
4 220/132 XMER 2 SEC CB FAULTY CLOSE

1 220 KV INTERCONNECTOR 1 & 4 MW/MVAR N/C 115/15
2 132 KV UMRIYA MW/MVAR 21/2 26/5
1 220/132 KV XMER MW/MVAR 22/7 36/10

1 132 KV KOTMA CB N/A
2 220/132 KV TR 2 (160 MVA) PRI & SEC CB N/A CLOSE
3 220 KV BUS VOLTAGE & FREQUENCY N/A
3 132 KV SHAHDOL CB ,MW,MVAR N/A
4 132 KV KOTMA 2 CB ,MW,MVAR N/A
5 132 /33 KV TR 2 CB ,MW,MVAR N/A

1 132 KV ANUPPUR 2 CB /MW/MVAR FAULTY PROCESSES CONNECTION REQUIRED

1 132/33 KV XMER 1 MW/MVAR 10/5 20/10
2 132/33 KV XMER 1 MW/MVAR 5/2 10/5

1 132/33 KV XMER 20MVA CB /MW/MVAR N/A PROCESSES CONNECTION REQUIRED
UMARIYA 132 KV S/S

MAIHAR 132 KV S/S

KOTMA 132 KV S/S

BEOHARI 132KV S/S

REWA 220 KV S/S

SATNA CIRCLE

BIRSINGHPUR 220 KV S/S

ANUPPUR 220 KV S/S

PROCESSES CONNECTION REQUIRED
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                                        LIST OF TELEMETRY DISCRIPIENCY AND NOT CONNECTED PARAMETER

Sr.no. DESCRIPTION Status telemetry value at SLDC actual value at site

1 132/33 KV XMER 2 CB ,MW,MVAR N/A PROCESSES CONNECTION REQUIRED

1 220 KV SARNI CB /MW/MVAR N/C PROCESSES CONNECTION REQUIRED
2 132 KV RLY TRACTION 2 CB FAULTY CLOSE

1 132 KV BUS COUPLER CB FAULTY OPEN

1 132KV B/C CB FAULTY OPEN

2 132 KV BUS FREQUENCY N/A

1 400 KV BUS TIE CB /MW/MVAR N/A PROCESSES CONNECTION REQUIRED

1 132 KV BUS COUPLER CB FAULTY OPEN
SEONI 132 KV S/S

KATNI 400 KV S/S

JABALPUR CIRCLE

SEONI 220 KV S/S

PANDURNA 220 KV S/S

KYMORE 132 KV S/S

BHANEGAON 132 KV S/S

CHINDWARA 132 KV S/S
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1 220 KV BUS TIE CB FAULTY CLOSE
2 220/132 KV 160 MVA XMER-1 HV CB FAULTY CLOSE
3 220/132 KV 160 MVA XMER-2 LV CB NON CURRENT CLOSE
4 132 KV BUS COUPLER CB FAULTY OPEN
5 132/33 KV 40 MVA-1 TR CB FAULTY

1 220 KV BINA BINA PG MW/MVAR
2 220 KV GWALIOR MW/MVAR
3 220 KV GUNA MW/MVAR
4 220 KV DATIA MW/MVAR
5 220 KV SHIVPURI MW/MVAR
6 400/220  KV XMER 2 &3 MW/MVAR

BINA 400 KV S/S

FREQUNTLY DATA 
NON CURRENT

GUNA 220 KV S/S

BINA CIRCLE   

Agenda of 59th OCCM of MP 56



1 220 KV BUS TIE CB FAULTY CLOSE
2 400 KV BUS TIE CB FAULTY CLOSE
3 400 KV ISP-1 CB FAULTY CLOSE
4 400/220 TRF-1 OLTC NOT COMING
5 400/220 TRF-3 OLTC NOT COMING

1 220/132 TRF-2(Sec) Side MW,MVAR Direction need to be reversed from field.

1 220 KV BUSCOUPLER CB FAULTY CLOSE

1 132/33 TRF-2 P MW,MVAR NOT COMING
2 132/33  TRF-2 S MW,MVAR NOT COMING
3 33KV DHAR CB FAULTY OPEN

1 220 KV MAHESHWAR 2 CB FAULTY OPEN
2 220/132 TR3 SEC SIDE MW,MVAR, OLTC N/C
3 132/33 TR3 CB FAULTY CLOSE
4 220/132 TR2 PRI SIDE MW 19.6 64

1 220/132kV 160MVA TRF-1(SEC SIDE) CB FAULTY CLOSE

1 220/132 TR1, TR2,TR3 & TR4 OLTC N/C
2 220/132 TR4(SECONDARY SIDE) CB FAULTY
3 132KV BUS COUPLER CB FAULTY CLOSE
4 220 KV MAIN BUS HZ NOT COMING

3 132KV BUS COUPLER CB FAULTY CLOSE

2 220/132 TR2(SECONDARY SIDE) MW,MVAR 141,13 0,0

1 132KV RAILWAY TRAC 1&2 MW NOT COMING
2 132KV RAILWAY TRAC 1&2 MVAR NOT COMING
3 132KV RAILWAY TRAC 1 CB FAULTY CLOSE
4 33/11 KV TRF 1 & 2 MW,MVAR,CB,SOE NOT COMING

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

1 220/132 TR2 160MVA OLTC N/A
2 220/132 TR 1 4*40 MVA OLTC N/A
3 132 KV CHOTI KHARGONE MVAR N/A
4 220/132 TR1(SECONDARY SIDE) CB FAULTY

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

1 400 KV REACTOR CB FAULTY CLOSE
2 400 KV BUS COUPLER CB FAULTY OPEN
3 400 KVJULWANIYA CB FAULTY OPEN
4 220 kV  BUS I & II FREQ NOT SHOWING IN DECIMAL POINT
5 220 KV BUS COUPLER CB FAULTY OPEN
6 220 KV OMKARESHWER CB FAULTY OPEN
7 400 kV  BUS II VOLTAGE,FREQ NOT COMING
8 132 KV INTCC-1 CB FAULTY CLOSE
9 220/132 TRF-2 Sec Side CB FAULTY CLOSE

10 33KV CHIRAGPUR CB FAULTY CLOSE
11 33KV DONGGAON CB FAULTY CLOSE
12 33KV BHOJAKHEDI CB FAULTY CLOSE

1 132KV BHIKANGAON CB FAULTY CLOSE
2 132/33 TRF 2 SEC MW,MVAR NOT COMING
3 132/33 TRF 2 SEC CB FAULTY CLOSE
4 33/11 KV TRF 1 & 2 MW,MVAR,CB,SOE NOT COMING
5 33KV MALWA 1&2 MW,MVAR,CB,SOE NOT COMING
6 33/11 KV TRF 1 & 2 MW,MVAR,CB,SOE NOT COMING

132 KV S/S CHHEGAON

NEPANAGAR 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S BAHADURPUR

BARWAHA 220 KV S/S

CHHEGAON 400 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

PITAMPUR 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

PITAMPUR 220 KV S/S-II

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
INDORE SZ 220KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

INDORE 400 KV S/S

INDORE NZ (JETPURA) 220KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
INDORE EAST 220 KV S/S

INDORE CHAMBAL 132 KV S/S
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1 220 KV BUS -1 KV,HZ N/A
2 132/33 KV TR   2 SEC CB FAULTY CLOSE
4 33KV CAP BANK CB FAULTY CLOSE

1 132KV BUS KV
2 132KV BUS HZ
3 33KV BUS KV
4 33KV BUS HZ

1 132 KV BUSCOUPLER CB FAULTY
2 400KV BUS 2 KV N/C
3 400KV BUS 2 HZ N/C
4 132/33 KV 40 MVA TR CB FAULTY
5 400/220KV TRF-2PRI CB OPEN CLOSE

2 132/33  KV TR  2 CB/OLTC FAULTY
3 132/33  KV TR II OLTC N/A
4 132 KV NIMRANI I CB FAULTY CLOSE
5 132/33 KV 20 MVA TR CB/MW/MVAR NOT COMING

2 220/132 TR 1 & 2 OLTC N/A
3 132/33 63MVA TR-2 CB/OLTC N/A

33 SIDE Telemetry not available

RAJGRAH (DHAR) 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
220 KV S/S DHAR

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

NOT COMING
NOT COMING
NOT COMING
NOT COMING

 CB's of 33 SIDE feeders are coming faulty from field.

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

JULWANIA 400 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

JULWANIA 220 KV S/S

NIMRANI 220 KV S/S
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1 132KV ALIRAJPUR CB FAULTY CLOSE
2 132KV BUS COUPLER CB FAULTY CLOSE

3 33KV CAP BANK MW,MVAR
NOT 

COMING

1 132KV BUS KV
NOT 

COMING

2 132KV JICA 1 MW,MVAR
NOT 

COMING

3 132KV JICA 2 MW,MVAR
NOT 

COMING
4 132KV NAGDA CB OPEN CLOSE
5 132/33 KV TRF 2 PRI CB FAULTY CLOSE
5 132/33 KV TRF 2 SEC CB FAULTY CLOSE
5 33 KV GRASIM CB FAULTY CLOSE

1 220KV SOUMIL POWER
MW,MVAR,CB,

SOE
NOT 

COMING

1 220/132KV TRF2 CB FAULTY CLOSE

1 132KV DALODA CB FAULTY CLOSE

2 132/33KV TRF1 MW,MVAR
NOT 

COMING
3 132/33 TRF2(sec side) CB OPEN CLOSE

4 33KV CHOUKSEY ENERGY 1 CB,MW,MVAR
NOT 

COMING
5 33KV CHOUKSEY ENERGY 2 CB,MW,MVAR

6 33/11KV TRF1 
MW,MVAR,CB,

SOE
NOT 

COMING
7 33/11KV TRF2 CB FAULTY

1 132KV BUS COUPLER CB FAULTY CLOSE
2 132KV BUS -2 FREQ
3 33KV SUZLON 4 CB OPEN CLOSE
4 33KV SUZLON 5 CB OPEN CLOSE
5 33KV CAP BANK-II CB FAULTY OPEN
6 33KV BUS COUPLER CB FAULTY CLOSE
7 132/33 TRF2(sec side) CB FAULTY OPEN

1 132/33 XMER CB FAULTY CLOSE
2 132KV SARJAN CB FAULTY CLOSE

3 132KV KSHEMA POWER
MW,MVAR,CB,

SOE

1 33KV CAP BANK CB FAULTY CLOSE
2 33KV DELIGENTIA-1 CB FAULTY CLOSE
3 132KV BUS COUPLER CB OPEN CLOSE
4 132/33 KV TRF-2 CB FAULTY OPEN

1 33KV DEEPAKHEDA CB OPEN CLOSE
2 132/33KV TRF CB OPEN CLOSE

1 220 KV NAGDA I CB OPEN CLOSE
2 220/132 TR1 OLTC N/C
3 220/132 TR2 OLTC N/C
4 220/132 TR3 OLTC N/C

132 KV S/S KACHROD

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
220 KV S/S DALODA

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
220 KV S/S RATLAM

132 KV S/S KUKSHI

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
220 KV S/S BADNAGAR

NOT COMING
SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S JAORA

NOT COMING

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S SAILANA

N/C

132 KV S/S RATANGARH

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S SITAMAU

UJJAIN 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
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1 220/132 KV TR (160 MVA)  1 PRIMARY CB   FAULTY OPEN
2 220/132 KV TR (160 MVA)  1 SECONDARY CB   FAULTY OPEN
3 220/132 KV TR (160 MVA)  2 SECONDARY CB   FAULTY CLOSE
4 132 KV BUS COUPLER CB   FAULTY CLOSE
5 33kV BAPCHA CB FAULTY CLOSE
6 33kV SUZLON-2 CB FAULTY CLOSE
7 33KV TODAY ENERGY-1 MW,MVAR N/C
8 33KV TODAY ENERGY-2 MW,MVAR N/C
9 33KV TODAY ENERGY-1 CB FAULTY CLOSE

10 33kV BUS CP CB FAULTY CLOSE
11 33kV SUZLON-2 MW,MVAR N/C
12 33kV MB-1 MW,MVAR N/C
13 33kV MB-1 MW,MVAR N/C

1 132KV BUS COUPLER CB FAULTY CLOSE
2 33KV BUS COUPLER CB FAULTY CLOSE
3 33 KV CAP BANK CB FAULTY CLOSE
4 33KV DISCOM CB FAULTY CLOSE

1 132KV UJJAIN CB FAULTY CLOSE
2 CAP BANK MVAR N/C 10.66
3 132KV BUS COUPLER CB FAULTY CLOSE

1 132 KV CHAPDA 1 CB FAULTY CLOSE
2 132 KV CHAPDA 2 CB FAULTY CLOSE
3 132 KV SHANKARGARH 2 CB/MW/MVAR N/A PROCESSES CONNECTION REQUIRED
3 220/132 KV 160MVA TR3 CB FAULTY CLOSE
4 132 KV GAMESHA FATANPUR 2 CB FAULTY CLOSE
5 33KV CAP BANK CB FAULTY CLOSE
6 33KV JOHNDEER 2 CB FAULTY CLOSE
7 33KV TONK KALAN CB FAULTY CLOSE
8 33KV DEWAS PRADHIKARAN CB FAULTY CLOSE
9 33KV NEW BAY CB FAULTY CLOSE

10 33KVGAMESHA JAMBODARANI-1 CB FAULTY CLOSE
11 33KVGAMESHA JAMBODARANI-2 CB FAULTY CLOSE

1 33KV IND NO-4 CB FAULTY CLOSE
2 33KV DRP CB FAULTY CLOSE
3 33KV DEWAS BNP-2 CB FAULTY CLOSE
4 33KV SIYA CB FAULTY CLOSE

1 132/33 20MVA TRF-1 CB FAULTY OPEN
2 33KV BUSCOUPLER CB FAULTY CLOSE
3 33KV DEWAS BNP-2 CB FAULTY CLOSE
4 33KV SIYA CB FAULTY CLOSE

1 132/33 KV 12.5MVA TR CB,MW,MVAR N/C
2 132/33 KV 20MVA TR CB,MW,MVAR N/C
3 33KV DEVGARH CB FAULTY CLOSE
3 33KV BAGLI CB FAULTY CLOSE
3 33KV KARNAWAD CB FAULTY CLOSE
2 132/33 KV 20MVA TR-4 CB FAULTY CLOSE

1 220KV ILFS-1 CB FAULTY CLOSE
2 132 KV SIDTUBE CB /MW/MVAR N/A

1 33KV BADONI-1 CB FAULTY CLOSE
2 33KV BADONI-2 CB FAULTY CLOSE

1 33KV BUS FREQ N/C
3 33KV CAP BANK CB FAULTY CLOSE

BADOD 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S AGAR

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
GHOSLA 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
DEWAS 220 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
DEWAS BNP 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
SONKATCH 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/S CHAPDA

SHAJAPUR 220  KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
MAKSI 132 KV S/S

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED
132 KV S/SUWASRA
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4 132/33KV TRF1 CB OPEN CLOSE
5 33KV RAWTI CB FAULTY CLOSE

1 132KV BUS COUPLER CB FAULTY CLOSE
2 132KV GAUTAM CB FAULTY CLOSE

2 132KV GAUTAM MW,MVAR
NOT 

COMING
3 33KV CAP BANK CB FAULTY CLOSE
4 132/33 TRF-2 SEC SIDE CB,MW,MVAR NOT COMING
5 33/11 KV TR2 CB FAULTY CLOSE
6 33KV BUS COUPLER CB FAULTY CLOSE

SOE DATA NOT RECEIVED CONNECTIONS FOR ALL FEDEERS HAVE TO BE VERIFIED

DEPALPUR 132 KV S/S
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Name at SLDC end at site end

1 GEN 6   GT MW/MVAR 0 155 /10
2 GEN  7   GT MW/MVAR 0 160/10
3 GEN 6   GT CB FAULTY OPEN
4 GEN  7   GT CB FAULTY OPEN
5 220 KV TRB CB FAULTY CLOSE

1 UNIT 5 GT MW N/A 190
2 STATION XMER 5A & 5B CB N/A
3 132/33 AUTO XMER CB N/A

1 400/220 KV TR  1   &  2    (315MVA ) OLTC N/C

1 400/220 KV ICT CB FAULTY CLOSE
2 400 KV BUS TIE CB NA CLOSE
3 400 KV STN TRANSFORMER A & B CB NA CLOSE
5 STN TR 1 ,2 (220 KV ) CB NA CLOSE

6 220 KV BUS TIE CB NA CLOSE

7 220 /33 KV TR CB/MW/MVAR NA
8 400 KV BUS 1 FREQ 49.79 49.98
9 220 KV BUS 2 VOLTAGE 197 230

1 220 KV SIRMORE MVAR 494 5
2 220 KV SIRMORE MVAR 685 5
3 220 KV SATNA MW 23 27
4 220 KV KOTAR MW 49 54

RAJGHAT  H P S    RTU OUT         
PENCH  H P S    RTU OUT         

SATPURA T P S

AMARKANTAK TPS 

SINGHA JI   S T P S

S G T P S

TONS H P S

DEOLOAN H P S   Telemetry N/C      
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	MADHYA PRADESH POWER TRANSMISSION COMPANY LIMITED
	Corporate office: Madhya Pradesh Power Transmission Co. Ltd., Block No.2, Shakti Bhawan,
	Rampur, Jabalpur 482008, CIN-U40109MP2001SGC014880, Email-mdtransco.nic.co.in
	As per standard procedure of WRPC, all proposed outages of interstate lines, 400 KV transmission elements and 220 KV lines radiating from PGCIL sub-stations, proposed shutdowns for next month should be got approved in the OCC meeting of WRPC...
	In the above context, it is further intimated that during 496th OCCM of WRPC which was held on Mumbai on 13.06.2017, Member Secretary, WRPC has informed that not any post-OCCM shutdown shall be entertained / approved on D-3 basis, except of em...
	In view of above, it is therefore requested to include invariably all proposed shutdown of 400 KV elements, interstate lines and all 220 KV lines radiating from PGCIL sub –stations. In proposal of outages for consideration of OCCM of WR as per practic...
	As sequel to above, during 497th meeting of Operation & Coordination Sub Committee of WRPC held on 20.07.2017, the OCC approved outage and post OCC outage procedure for transmission lines / elements was discussed.  The gist of the discussions is narra...
	A. OCC approved Planned outages:
	1. OCC forum shall planned outages for transmission lines / elements which exist in WRLDC website under list of important grid elements in Western Region which includes all 400 KV lines / 400/ 220 KV ICT and 220 KV lines ( list of 220 KV lines is anne...
	2. The forum also decided that if deviation between outages finalized / planned in OCC forum and actual outages availed during any month is more than 50%, then in that case the concerned agency shall have to justify the deviation before the OCC Forum ...
	3. The existing procedure would continue for submitting the outage requests for discussion and decision in OCC meeting of WRPC.
	B. Post OCC outages:
	1.  It is decided that post-OCCM outage should be discouraged. However for any important outages need to be availed by the agency under post OCCM approval procedure, the same shall be forwarded by the Chief Engineer of concerned agency clearly indicat...
	2. For the outage of emergency nature viz. to attend hot points or any other emergency maintenance work etc. concerned agency/authority shall approach for availing such outage as per prevailing procedure in vogue. However the emergency should be well ...
	6.9  Delay in conveying information of tripping / grid disturbance on  25.08.17 at STPS,Sarni-
	6.13 Formation of State Level Relay setting group- Review and Coordination of relay setting in state of MP :- As decided in 128th Protection Committee meeting of WRPC held on   06th  & 07th  Dec. 2016 , relay review group for state of MP has been cons...
	MPPGCL and MPPTCL may please provide completion schedule regarding rectification of telemetry discrepancy and upgradation of RTU’s.
	[ACTION: (T&C, MPPTCL & O&M: GEN, MPPGCL)]
	[Action: - ED (O&M: GEN: MPPGCL)]
	9.4 Extension of RGMO/FGMO signal to SLDC/WRLDC :-

	[Action: - ED (O&M: GEN: MPPGCL), GM (ISP:NHDC), GM(OSP:NHDC)]
	9.6  MAINTENANCE  OF OPGW
	The 8 No. fibers had been installed on EHV line section between 220 KV Jabalpur to 220 KV Katni S/s under ULDC project in 2003. Presently three number fibres out of eight number of fibers is not serviceable/ ready to use due to problem in joint box pl...
	9.7 NON AVAILABLITY OF SOE AT SLDC SCADA SYSTEM
	WRLDC vide letters dtd. 03.05.17 & 15.05.17 intimated that SOE of grid disturbance at 220 KV S/s Mahalgaon & 400 KV S/s Indore is not received in Back-up LDC SCADA/Sub-LDC SCADA system respectively. SLDC is carrying out data validation of various subs...
	Receiving of SOE is very essential for analysis & investigation of major trippings in the grid. MPPTCL is thus requested to arrange simulation testing for SOE of all RTU’s in coordination with SLDC SCADA/Back UP SLDC/Sub LDC SCADA system & also issue ...
	9.8 INTERMITTENT TELEMETRY DUE TO NOISE IN COMMUNICATION CHANNEL :-
	It has been observed that the telemetry of 400KV Pithampur, Singaji Super Thermal Power Station, 220KV Sirmore, 220Kv Sidhi, 220KV Maiher, 220KV Tikamgarh, Bargi HPS, Pench HPS, 132 KV S/s Seoni, 220 KV Seoni, 132 KV Chhindwara, 220 KV Chhindwara, 220...
	MPPTCL is thus requested to arrange for alignment of PLCC Channel & identify/replace the outdoor equipments which inject the noise in the channel/system.
	9.10 LoNG OUTAGE OF RTUS, PROBLEM IN DATA and VOICE CHANNELS
	9.11 Telemetry of Railway TSS Sub Stations:-
	Annexures1.pdf
	Ann 2.1
	ADP714D.tmp
	WORK PROGRESS July'17

	ADPDF51.tmp
	WORK PROGRESS July'17

	ADPD46.tmp
	Sheet1

	ADP204E.tmp
	Ann 4.1

	59th OCCM_annex_4.1_4.5.pdf
	Ann 4.1
	Ann 4.2
	Ann 4.3(i)
	Ann 4.3(ii)
	Ann 4.4(i)
	Ann 4.4(ii)

	6.5.b.pdf
	Sheet1

	Annexure-6.5b.pdf
	Sheet1

	ADP2FA2.tmp
	MONTHLY

	ADPE9F6.tmp
	MONTHLY

	MPPTCL Prot. Audit Qtr-I (Apr-17 to June-17).pdf
	June 17

	MPPGCL Prot. Audit Qtr-I (Apr-17 to June-17).pdf
	PROT. AUDIT

	ADP8ACC.tmp
	Sheet1

	ADPB148.tmp
	Sheet1

	DISCRIPIENCY 59th occ  EnT annexure.pdf
	SATNA
	JBP
	BINA
	indore
	ujjain
	nagda
	bhopal
	bhopal 400
	GWALIOR
	GENERATION





