

































































































































































































































































	MADHYA PRADESH POWER TRANSMISSION COMPANY LIMITED
	Corporate office: Madhya Pradesh Power Transmission Co. Ltd., Block No.2, Shakti Bhawan,
	Rampur, Jabalpur 482008, CIN-U40109MP2001SGC014880, Email-mdtransco.nic.co.in
	[Action: - CE (T&C)/CE (Procurement), MPPTCL, ED(O&M :Gen), MPPGCL]
	Action: - MPPTCL, MPPGCL,NHDC
	9.5 EXTENSION OF RGMO/FGMO SIGNAL TO SLDC/WRLDC :-The extension of RGMO/FGMO signal of following generating units is still pending:-

	MPPGCL is thus requested to kindly arrange for integration of telemetry of RGMO/FGMO in RTU installed at power stations on topmost priority.
	9.6(a)  NON AVAILABILITY/ UNRELIABLE TELEMETRY OF HYDEL POWER STATIONS :-The telemetry of Hydel Power Stations is very unreliable & frequent long outage with abnormal delay in restoration of same is observed. The RTU availability of MPPGCL HPS is as d...
	It is to mention that as per CERC communication regulation 2017, availability of telemetry is required to be ensured more than 99.9% but as indicated above the telemetry availability of Hydel Power Stations is very low.
	SLDC has constantly pursued the matter in last various OCC meetings regarding arrangement of RTU/PLCC spares, measuring instruments & adequate trained manpower at MPPGCL stations. However MPPGCL has not taken any actions regarding this matter.
	MPPGCL is thus again requested to take following measures to ensure round the clock availability of real time data to SLDC:-
	1. Arrangement of essential spares at power stations and one set of all spares at centralized location with intimation to all power stations
	2. Arrangement of training to persons looking after telemetry work.
	3. Arrangement of measuring instruments like level meters wherever not available.
	4. Ensuring availability of RTU configuration at all power stations.
	[ Action :-  ED(O&M:Gen),MPPGCL]
	9.6 (b) NON AVAILABILITY/ UNRELIABLE VOICE COMMUNICATION BETWEEN SLDC TO  THERMAL/ HYDEL POWER STATIONS :- It is to inform that as per CERC communication regulation 2017, availability of communication channel is required to be ensured more than 99.9%....
	The matter regarding Non Availability/ Unreliable voice communication Between SLDC to Thermal/ Hydel Power Stations was discussed in various OCC meeting & special meeting on 30.10.18, however 2 wire voice facility extension of Singhaji 1 & 2 TPS, Madi...
	[ Action :-  ED(O&M:Gen),MPPGCL
	Action :-  GM, NHDC]
	9.8 NON AVAILABLITY & WRONG TIME STAMPING OF SOE AT SLDC SCADA:- The proper receipt of Sequence of events (SOE) in SLDC SCADA system from field RTUs is an important feature required for analysis of grid incidents. However, on some instances, it has be...
	After long pursuance, the matter was investigated and it was found that the settings “inf code 2” & “inf code 4” were not correct in Dongfeng make RTUs. These settings have now verified and changed in some of the RTUs and SOE with correct time ...
	Out of 161 RTUs, SOE verification of 127 RTUs has been completed & the list of RTUs where SOE verification is pending is enclosed herewith as Annexure-9.8. MPPTCL is requested to provide schedule of SOE verification and arrange SOE verificatio...
	9.9 UTILIZATION OF W.B NODE AT BIRSINGHPUR TPS:- In last various OCC, SLDC informed that the W.B node at Birsinghpur TPS has already been commissioned in 2016. However, despite constant pursuance utilization of node is still pending since last two yea...
	9.12 LoNG OUTAGE OF RTUS, PROBLEM IN DATA and VOICE CHANNELS & INTERMITTENT TELEMETRY DUE TO NOISE IN COMMUNICATION CHANNEL :-The long outage of telemetry & substations having intermittent telemetry due to heavy noise in communication channel is discu...
	9.13 TELEMETRY OF RAILWAY TSS SUB STATIONS:-The telemetry of existing 38 Nos railway Traction Sub Stations & upcoming 25 new railway TSS is required to be provided by railway for monitoring of drawal by each TSS and also monitoring of demand of railwa...
	In last three OCC Meetings, the railway representative informed that currently the telemetry of Railway TSS is being extended to Railway Zonal office & further it will be integrated with SLDC. Railways have not yet submitted the architecture of teleme...
	9.14 Information Required For PMU Analytics Under URTDSM Project:- Under the “Unified Real Time Dynamic State Measurement” URTDSM Project, the analytics applications has been installed at SLDC MP for which the relay setting details are required for it...
	The matter has been constantly being pursued by SLDC from last 5 OCC Meetings, however still the required information is pending to be provided by MPPTCL. In last OCCM, MPPTCL informed that required data will be provided within 2-3 days of meeting. Ho...
	[Action :- MPPTCL]
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